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BUILDING INSPECTION/REINSPECTION REPORT
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AHERA
ASBESTOS HAZARD EMERGENCY RESPONSE ACT

LOCAL EDUCATIONAL AGENCY
Ridge Junior High School

SPECIAL PROVISIONS
CERTIFICATION

REINSPECTION AND ASSESSMENT:

Thereby certify that the reinspection, and asbestos assessments that T have prepared, or have reviewed as prepared by
others, for this Local Educational Agency (LEA)

Ridge Junior High School
7860 Johnnycake Ridge Road
Mentor, Ohio

were conducted according to the requirements of U.S. Environmental Protection Agency regulation 40 CFR Subpart E;
to the best of my knowledge and belief:

by K/é 4,& this 7% day of APRIL, 2610
L7 7

PRINT NAME: SCOTT LANDIS

TITLE: Certified Asbestos Hazard Evaluation Specialist

ACCREDITATION: Building Inspector / Management Planner

BI-700 / MP-674 OHIO
COURSE STATE




":State of OhID

. Department of Health
Divisien of - Quahty Assurance Asbestos Program

(6);

{
i
I

) Spec:ahst

Training Services

Asbe_stds Building Inspector Reft|

i
Certificate Certificatipn Card ks ]
not valid if altered

g .. | S :‘_Z(b) (6)

has attended and snccessfully completed the Asbestos Hazard Emergency Response Act mandatozy course for. the Asbestos Building Inspector
Refresher and has passed an examination in that course with 2 minimmum score of 70% ot better. Training was i accordance with 40 CFR Part 763
(AHERA}. The sbove student received the requisite training for asbestos acereditation under Title IT of the Toxic Substances Control Act and State of
Indiana requirements under 326 TAC 18-2 and Chapter 3701-34 Ohio Administrative Code. ) ’ '

?Ba?LrD Sl 4/9/10 4909 479709  Cleveland,0H

Training Manager Expitation Date Date(s) of Course . Examination Date Coutse Lacation
TSk
33150 Lakeland Blvd.

1-866-606-8438

Cleveland, O 440935 ' 9 TSI 30745 i]f

Trammg Serwces lntematmnai

Asbestos Management Planner Refresher

Certificate

“This is to certify

(b) (6)

has attended and successfully completed the Ashestos Iazard Emergency Response Act mandatory course for the Asbestos Management Planper
Refresher and has passed an examination in that course with a miniraum score of 70% or better. Ttaining was in: accordance with 40 CFR Part 763
(AFIERA). The above student received the requisite training for ashestos accreditation under Fitle IT of the Toxic Substances Control Actand State of
Indisna tequirements under 326 TAC 18-2 and Chapter 3701-34 Ohio Administrative Code.

@m‘,(\ﬂb S 479710 4/9/09 49/09 Cleveland,OH

Training Manager FExpiration Date Date(s) of Course - Examination Date . Couarse Location
- F&f
33130 Lakeland Blvd. :
Cleveland, OH 44095 ‘ 9 TSI 30746 mpt
1-866-6606-8438 )
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1.0 INTRODUCTION

EA Group, Mentor, Ohio was contracted by Mentor Public Schools to conduct a survey for
asbestos-containing materials (ACMs) in Ridge Junior Iigh School, consistent with the Asbestos
Hazard Emergency Response Act (AHERA). The purpose of this inspection was to: 1) to assess
material condition and the potential for disturbance of previously identified suspect ACMs; 2) to
recommend appropriate strategies to control or eliminate potential problems; and, 3) to develop an

updated Asbestos Management Plan.

This Asbestos Inspection/Management Plan report is a two-part document that details the
inspection and reinspection process (Part I) and the Management Plan objectives and
responsibilities (Part 1) for Mentor High School.

Section 2 of Part I includes descriptions of inspection and reinspection procedures and
material evaluation and assessment methods used during the inspection and reinspection process.

This section also explains how estimates were derived for those areas found to be treated or covered
with ACM.

Section 3 of Part I provides information and summary tables for Ridge Junior High School.

Table 3-1, the "Inventory of Asbestos-Containing Materials”, identifies those building materials at

Ridge Junior High School that either tested positive for asbestos or were assumed to be asbestos-

containing. These materials are inventoried by location, ACM type and homogeneous area

(material).

Appendix A contains the floor plan(s) for the school.

Appendix B contains resulis for suspect ACMs that have been sampled and analyzed.
Appendix C contains the AHERA Three-Year Reinspection Sheet forms.

Appendix D contains the AHERA Asbestos 6-Month Pericdic Surveillance Data Sheet forms.
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2.0 " INSPECTION PROCEDURES and METHOD of SAMPLE
COLLECTION and ANALYSIS |

21 Inspection Procedutes

The inspection of Ridge Junior High School was scheduled and conducted by EA Group to
gather the information needed to develop the School's original Asbestos Inspection/Management
Plan. EA Group used field inspectors who were trained in the reco gnition, sampling, and
evaluation of ACM.

Upon arrival, the EA Group inspector conducted a cursory review of the available floor
plans to identify those building components that might potentially contain asbestos. This
information helped to familiarize the inspector with the bui-Iding itself, and with the locations of
suspect building components

The EA Group inspector then conducted a walk-through inspection of the entire building
during which all accessible areas were visually inspected for the presence of suspect ACM.
Samples of some suspect materials were also collected and submitted to EA Group's analytical
laboratory for analysis. If building areas or components contained suspect materials, standard

forms were used to record pertinent information about the material and the building environment.

2.2  Method of Sampling and Analysis

2.2.1  Bulk Sample Collection Methods

During the initial inspection, representative samples of some suspect materials were
collected for analysis. The materials sampled were typically limited to friable materials that had a
relatively high potential for disturbance (e.g., drop ceiling panels, acoustical plasters, spray-on
insulation). All other suspect materials were coﬁsidered assumed ACMs unless they were

determined to be non-ACM by inspection (e.g., fiberglass pipe insulation).

222 Analysis of Bulk Samples
Available resulis of any sample analyses are provided in Appendix B.

-0
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2.3 Hazard Assessment

The EPA Decision-Tree Process is used to evaluate the then current condition of suspect
asbestos-containing building materials and their potential for fiber release. This EPA Decision-
Tree Process should also be used during re-inspections to re-evaluate the condition of the friable,
known and assumed, asbestos-containing building materials identified during prior inspections.
The objective of the Decision-Tree Process is to organize and evaluate pertinent information about
asbestos-containing building materials in a systematic and consistent manor. This process provides
the inspector with sufficient detail to prescribe specific methods of control (j.e., removal,

encapsulation, or enclosure) for the ACMs in the facility.

The Decision-Tree Process allows the inspector to perform a subjective evaluation of a

known or suspect material with regard to seven factors. These factors are presented in Table 2-1.

The first three factors focus on the material's condition at the time of the inspection.
Evidence of deterioration, delamination, physical damage, or water damage, indicates that fiber
release has occurred, is occurring, or is likely to occur in the future. Such evidence is based on the
appearance of the material, and/or the presence of dislodged or crumbled material on floors or other

horizontal surfaces.

Factors under the second heading reflect the potential for a future fiber release duie to
disturbance or erosion. Surface erosion is likely to occur when ACM is located in an air plenum or
near a forced-air stream. Exposed and easily accessible materials, in locations frequented by
building occupants or subject to routine maintenance activities, are more vulnerable to disturbance

or damage than materials in other locations.

Tables 2-2 through 2-4, diagram the sequience of the Decision-Tree used by the inspector to
organize and gather information for the decision-making process. For example, Table 2-2 presents
a summary of the possible conditions of an asbestos-containing building material (i.e., Poor, Fair,
Good) with a hazard ranks from 1 to 7 (e.g., 1 being good, 7 being poor). If a material is
determined to be in poor condition, and is assigned a hazard rank of 7, immediate action is required
as shown in Table 2-4. However, for the remaining six hazard categories, the potential for

disturbance is taken into consideration depending on the condition of the material (e.g., good or

-3-
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fair). Table 2-4 is provided to assist in classifying ranks, ACM condition, and potential for ACM
disturbance. Depending on the potential for disturbance (i.e., low, moderate, high) specific |
response actions are required by AFIERA as shown in Table 2-4. Table 2-3 is presented to assist in
classifying the potential for disturbance into the three categories shown (i.e., low, moderate, high).
The hazard ranks generated from these assessment categories were used to determine the

appropriate response actions.
2.4  Estimations of Material Quantity

The quantities provided in this report are estimates. While these estimates provide a usable
depiction, actual amounts may vary. In addition, where small quantities are involved, a higher,

minimum cost may be charged by an asbestos abatement contractor.
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TABLE 2-1. FACTORS FOR ASSESSING
POTENTIAL FIBER RELEASE

Current Condition of ACM

Evidence of deterioration or delamination from the underlying surface (substrata)
e Evidence of physical damage (e.g., presence of debris)

e Evidence of water damage

e Potential for Future Disturbance, Damage, or Erosion of ACM

e Proximity to air plenum or direct air-stream

¢ Visibility, accessibility (to building occupants and maintenance personnel), and degree of
activity (air movement, vibration, movement of building occupants)

e Change in building use
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TABLE 2-2. CLASSIFICATIONS FOR HAZARD POTENTIAL

et | ACM Condition | Plsturbance
7 Poor Any
6 Fair High
5 Fair ~ Moderate
4 Fair Low
3 Good High
2 Good Moderate
I Good Low
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TABLE 2-3

CLASSIFICATION OF THE POTENTIAL FOR DISTURBANCE

HIGH POTENTIAL (“Potential for Significant Damage™)
MODERATE POTENTIAL (“Potential for Damage™)
LOW POTENTIAL

(Evaluation is based on frequency of potential contact, influence of vibration, and potential for air erosion.)

AHERA Definitions

Potential for Damage

(1) Friable ACM is in an area regularly used by building occupants, including maintenance
personnel, in the course of their normal activities.

(2) There are indications that there is a reasonable likelihood that the material or its covering
will become damaged, deteriorated, or delaminated due to factors such as changes in
building use, changes in O&M practices, changes in occupancy, or recurrent damage.

Potential for Significant Damage

Same as potential for damage, plus:

(3) The material is subject to major or continuing disturbance, due to factors including but not
limited to, accessibility or, under certain circumstances, vibration or air erosion.
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TABLE 2-4

RESPONSE ACTIONS BASED ON HAZARD RANKINGS

Hazard Remaoval . Response Actions
Rank | Priority AHERA Categories (Required by AHERA)
Evacuate or isolate the area if needed.
Remove the ACM (or enclose or
_— encapsulate if sufficient to contain
7 1 Significantly Damaged fibers). Repair of thermal system
insulation is aliowed if feasible and safe.
O&M required for all friable ACM.
Evacuate or isolate the area if needed.
. Remove, enclose, encapsulate, or repair
6 2 D.am.afged w/ Potential for to correct damage. Take steps to reduce
Significant Damage potential for disturbance. O&M required
for all friable ACM.
- Remove, enclose, encapsulate, or repair
5 3 gamaged wi Potential for to correct damage. O&M required for all
amage friable ACM.
Remove, enclose, encapsulate, or repair
4 4 Damage;i fW / Low to correct damage. O&M required for all
Potential for Damage frizble ACM.
_ Evacuate or isolate the area if needed.
3 5 No Damage w/ Potential | Take steps to reduce potential for
for Significant Damage disturbance. O&M required for all friable
ACM.
: Take steps to reduce potential for
2 6 FO Damage w/ Potential disturbance. Continue Q&M for all
or Damage friable ACM.
1 7 No Damage w/ Low Continue Q&M for all ACM until Hazard

Potential for Damage

Assessment factors change.
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3.0 SUMMARY OF INSPECTION RESULTS

All suspect asbestos materials that were not sampled or otherwise determined to be non-
ACM are assumed to be asbestos-containing unless or until tested and shown otherwise. All

activities involving these materials should be in strict compliance with the requirements stipulated
in AHERA.

The inspection for ACMs was reasonably non-destructive. Therefore, materials located
behind walls, above solid ceilings, or in other inaccessible areas may not have been identified,
assessed or quantified. If during demolition or renovation additional suspect materials are
discovered, these materials should be documented and treated as asbestos-containing, unless tested

otherwise. -

The inventory of the known and assumed accessible ACMs are summarized on Table 3-1,

which also provides estimated costs for abatement.
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Table 3-1

Inventory of
Asbestos-Containing Materials
2010



Table 3-1. Inventory and Estimated Cost for Removal of Known and Assumed ACMs
Ridge Junior High Schosl
20106 Reinspection

Mentor, Ghio

2 EA

Cementitious Elbows & Joints Clinic $6,000 - $9,000
N Janitors Closet 35 EA
S Janitors Closet 11 EA
Kitchen Entrance 10 EA
Food Storage 8 EA
Cafeteria 2 EA
S Stage Storage 7 EA
Boiler Room [Rm 139] 83 EA
Boiler Room Storage 12 EA
Janitors Office (Custodian Office) 4 EA
Janitor Supply 14 EA
Classroom 317 2 EA
Shop Area [Rm 319} 15 EA
Classroom 321 19 EA
Boys Locker Room 29 EA
Football Equipment 23 EA
Gymnasium 10 EA
Weight Room 8 EA
Girls Locker Room 16 EA
Girls Shower 25 EA
NW Janitors Closet 19 EA
Ceiling Plenum 220 EA

Foil-Faced Paper in Light Fixture Pop Storage / Ticket 2 SF 5120 - $180
Boys Restroom [West] 3 8F
(3irls Restroom [West] 1 SF

Transite Countertop Classroom 114 30 SF $630 - $840
Classroom 200 30 SF
Classroom 201 30 SF
Classroom 210 30 SF
Classroom 211 30 SF
Work Room [Rm 211] 30 SF
Classroom 222 30 SF

9"x9" Floor Tile & mastic; Tan w/ Conference Room [prior Faculty Room] 240 SF $3,000 - $6,000
white P.A. Room 48 SF
AV, Storage 160 SF
Magazine Room 90 SF
Classroom 118§ 324 S¥
| Classroom 120 324 8F
Classroom 133 336 SF
Storage by Classroom 133 144 SF
Classroom 136 1,200 SF
Choir Director's Office 160 SF

ASBVOH3542{RidgelrHighReinspect.xls

EA GROUP

Page 1 of 3




Table 3-1. Inventory and Estimated Cost for Removal of Known and Assumed ACMs

Ridge Junior High School Mentor, Ghio
2010 Reinspection

9"x9" Floor Tile & mastic; Rose | B | Central Office 520 SF $5,000 - $10,000
w/ red Office Corridor . 86 SF

Agsistant Principal's Office 130 SF

Office Restroom 25 SF

Counselor [prior Guidance] 80 SF

Counselor [prior Guidance] 80 SF

Counselor [prior Guidance] 80 SF

Central Guidance 250 SF

Classroom 206 78 SF

Math Office [Rm 213] 160 SF

S Stage Storage 360 SF

Band Practice Rooms 1,134 SF

Band Director's Office 64 SF

Choir Room [Rm 304] 1,084 SF

Home Economics [Rm 140] 952 SF
9"x9" Floor Tile & mastic; Beige | Bl | Copy Room 220 SF $10,000 - $20,000
w/ brown & white Classroom 114 216 SF

Classroom 200 960 SF

Classroom 200 Storage Area 32 SF

Social Studies [Rm 203A] 160 SF

Classroom 208 780 SF

Chemical Storage [Rm 116] 36 SF

Classroom 214 780 SF

Classroom 216 780 SF

Classroom 215 780 SE

Classroom 217 780 SF

English Office [Rm 224] 160 SF

Classroom 231 840 SF

Classroom 229 840 SF

Stage 792 SF

Band Room [312} 1,500 SF

Instrument Storage 288 SF

Band File Room 144 SF
9"x9" Floor Tile & mastic; Tan w/| B2 | Special Purpose [prior Faculty Lounge] 400 SF $2,500 - $5,000
brown & white Faculty Womens Restroom 90 SF

Faculty Work Room [Rm 116] 288 SF

Classroom 223 840 SF

Classroom 221 840 SF
9"x9" Floor Tile & mastic; Tanw/| C | Principal's Office 140 SF $420 - $840
brown Classroom 112 280 S¥
9"x9" Floor Tile & mastic; Green . D | Haadicap Restroom 144 SF $140 - 3300
and Brown w/ white
12"x12" Floor Tile & mastic; Tan | E | Faculty Mens Restroom 60 SF $60 - %120
w/ brown
12"x12" Floor Tile & mastic, Off-| F Kitchen Entrance 104 SF $1,300 - $2,700
White w/ beige Kitchen 880 SF

Dishwashing 154 SF

Kitchen Concession Stand 84 SF

Food Storage 120 SF
ASBAOH35421RidgelvH ghiReinspect xis EA GROUP Page 2 of 3




Table 3-1. Inventory and Estimated Cost for Removal of Known and Assumed ACMs
Ridge Junier High School Mentor, Ohio
2010 Reinspecticn

9"x9" Floor Tile & mastic; Beige | G1 | Cafeteria 2,700 SF $2,700 - $5,400
w/ brown & white
9"x9" Floor Tile & mastic; Tan w/| G2 | Guidance Counsel (2 rooms) NQ SF $0 - %0
brown, pink, white Office Work Room 230 SF

Clinic 336 SF
9"x9" Floor Tile & mastic; Green | H | Library 2,520 SF $20,000 - $41,000
w/ white Library Work Room 90 SF

Classroom 201 900 SF

Classroom 202 780 SF

Classroom 204 780 SF

Classroom 205 780 SF

Classroom 207 780 SF

Classroom 117 720 SF

Classroom 210 960 S¥

Classroom 211 960 SF

Classroom 119 648 SF

Classroom 121 ‘ 648 SF

Classroom 222 840 SF

Classroom 228 840 SF

Classroom 230 78 SF

Classroom 227 | 840 SF

Classroom 225 840 SF

Pop Storage / Ticket 60 SF

Janitor Supply 84 SF

Classroom 317 1,296 SF

Art Office 80 SF

Shop Area [Rm 319] 1,296 SF

Shop Storage : 180 SF

Shop Office 180 SF

Classroom 321 1,296 SF

Wood Storage [Rm 321] 150 SF

Boys P.E. Office 144 SF

Girls P.E. Office 144 SF

Girls P.E. Office, Closet 12 SF

Sewing [Rm 142} 672 SF

Typing [Rm 144] 784 SF
12"x12" Floor Tile & mastic; AA | Computer Lab [Rm 107} 672 SF $700 - $1,300
Gray, speckled

H.G. = homogeneous group
RACM = Regulated Asbestos Containing Material

ASB\OH35421RidgelrHi ghRetnspect xls EA GROUP Page 3 of 3
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APPENDIX A

SCHOOL FLOOR PLAN(S)
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APPENDIX B

SUSPECT ACM SAMPLING RESULTS
and
LABORATORY REPORT(S)
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APPENDIX C

AHERA THREE-YEAR REINSPECTION SHEET FORMS



AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building:  Ridge Junior High School
Project: AHERA 3-year Reinspection 2010 Functional Space: Interior
8 9"x9" Flogr Tile & mastic; Rose wf red Cantral Office 520 SF 1 MINF1| ND Y{YiMiMIN] X
B 9°x8" Floor Tile & mastic; Rose w/f red Office Corridor 86 SF 1 MINF1| ND YIY[MIM| N X
c 99" Floor Tile & mastic; Tan wf brown Principal's Cffice 140 SF 1 MINF1| ND Y YIL{L|N[ X
8 9"x8" Fioor Tile & mastic; Rose wi red Assistant Principal's Office 130 SF M/NF1| ND Y Y[L|L{N}X
B 9"x8" Floor Tile & mastic; Rose wf red Office Restroom 25 S5F 1 MINF1| ND Y| Y]L|LIN|X
B 9"x9" Floor Tile & magslic; Rose wf red Counselor [pricr Guidance] 80 5F 1 M/NF1| ND Y{Y{L|LIN] X
B 9"%x9" Floor Tile & mastic; Rose wi red Counselor [prior Guidance} 80 SF 1 M/NF1} NG YiY[L|L|N| X
8 9'"%9" Floor Tile & mastic; Rose wi red Gounselor [prior Guidance] 80 SF 1 M/NF1} ND YIY|L|L|N| X
B 9'x8" Floor Tile & mastic; Rose w red Central Guidance 250 SF 1 M/NF1| ND Y|[Y[L|L]N] X
G2 i;‘i?e Floor Tile & mastic; yan w/ brown, pink, & tance Counsel (2 raoms) NGO MINF1| ND yiv|e|Lin] x
A 9"x9" Floor Tile & mastic; Tan wi white Canference Room [prior Facuity Room] | 240 §F 1 MNF1| ND Y|Y|L|LINI X
A 9"x9" Floor Tile & mastic; Tan wf white P.A, Reom 48 SF 1 MNF1{ ND Y[Y|L|L]N| X
b W;;?e Floor Tile & mastic; Green and Brown wl |\ on Restroom 1948 | 1 [mmF1] D X viv|o|Lin|x
S'%G7F astic; Tan Wi brown, pink,
G2 oo Floor Tie & masti TaAWIBrown. B, o erk Room ss08F | 1 |mme1| nD vl v (MmN x
viZolclslslz|zns |2l
MATERIAL TYPE: | HAZARD RANK ~ REMOVAL PRIORITY, | COMMENTS: elrin e 208 28 IE 8IS S
S - Surfacing 7 - Puar, any PD 1-80 NJA - Net previausty asssssed VG - Incorrect previcus asssssment } = E ol ‘g; 2 = % Q'U ERR-S
T - Fhermal & - Fairwi high PB 2-DwiPSD NAL - Mot previously listed LA - Limted access to matertal EAEEE A glg| |8 £1a
M - Miscellaneous 5 -~ Fairwf moderate PD 3-DwiPD MN/S - Not suspect, as determined by Inspector S‘ a Q. ‘é‘ w @ _‘E_ ;": E fg”
MF1 - Non-friable Cat | | 4+ Fair wi low PR 40 o (& “a—’—. 2 5": 2 |53
NF2 - Non-frisble Cat Il | 3 - Good w/ High PO 5-PSD 3 (&2 E,_L 2 % 5 S8
2-Goodw/moderale P 5-PD c‘En ® ;. HEIR R ELE
CONDITION; 1 - Gaed w! low PO 7 - No Prablem CNL = Coufd Not Lacate material or location a [ o Big
N0 - No Jamage 0 - Non-ACM g S & [ E
D - Damage Most Light Fixtures replaced - no Foil-Faced Paper 3 Ed o 2
8D - Significant Damage ri (=% =
o = @
=
EA GROUP 7118 Industrial Park Blvd.; Mentor, OH 44060-5314 EAG Technician{s). Scoti Landis CAHES 31801 BAG OH 35421
(440) 9513514 Survay Date{s): April 7, 2010 Page 1 of 10




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building: - Ridge Junior High Schaol
Project: AHERA 3-year Reinspection 2010 Functional Space:  interior
e "y o
B1 \?w’]‘“e oor Tile & mastic; Beige w/brown & o Room 2208k | 1 |mwri| b |x vy m|m|n| x
&z o Floor Tie & mastic; Tan w/brown, P, | oinic asesF { ¢+ |mmet] no vivic L n| x
i Cementitious Flbows & Joints 2EA 1 T ND YIY(M[M[Y] X
B2 9'%9" Floor Tile & mastic; Tan w/ brown & white | Special Purposa [prior Faculty Loungs] | 400 SF 1 MNF1| ND Y{Y|LIL[N] X
E 12"x12" Floor Tile & mastic; Tan w/ brown Faculty Mens Restroom 80 SF 1 MMNF1] ND Y[Y|L{L|N{X
H 9"%8" Floor Tile & mastic; Green w/ white Library 2520 SF 1 MINF1 b [ X|X Y[Y|M{MjN| X
T E 7 %
K 2% and 2'x4' Celling The, Lay-In = ' 3 L
3 lih Gt inh
H 9"x9" Floor Tile & mastic; Gresn wf white Library Work Room 90 SF 1 M/NF1| KD YIYILI LN X
A 9"x9" Floor Tile & mastic; Tan w/ white AV, Storage 160 §F 1 MINF1| ND YIY|L|L|N|X
A 9"«g" Floor Tile & mastic; Tan w/ white Magazine Reom 80 SF 1 MINF1| ND Y|{Y|LjL| N X
AA 12"x12" Floor Tile & mastic; Gray, speckled Computer Lab [RM 107] 672 SF 1 MINF1} ND Y[ Y[ MIMN| X
| Cementitious Elbows & Joints N Janitors Closet 35 EA 1 T ND YIY|L|LlY X
C 9"x8" Floor Tile & mastic; Tan wf brown Classroom 112 280 SF 1 M/NF1| ND Y| YIMIM{ N} X
B1 o FloorTle & mastic; Beige WIbrown & o csroom 114 2i68F | 1 |mmF1] mo vl {wm| ] x
J Transite Countertop 30 8F 1 M/NF2| ND Y|Y|M{M[N] X
g9 o|six|I2EITEIZ R
MATERIAL TYPE: HAZARD RANK REMOVAL PRIORITY | COWMMENTS: LA 8 = % {2188
S - Surfadng 7 - Poor, any PD 1-80 /A - Not previously assessed IfC - Incorrect previous assessment } ‘é g 9 W % 2 é % g E. g,
T~ Tharmal 6 - Fairwi High PD 2-Dw PSD NIL - Mot previously listed LiA - Limited access o material AR g Elgic RN
M - Miscelianesus 5 - Fair wf moderate PO 3-DwFD N/S - Not suspedt, as determined by Inspector a 3 9; 'g & g g‘ % 8 uc—?
NF1 - Mon-friables Cat. L | 4- Fairw! low PD 4.0 o2 Ea.‘, = 2 = o 3 3
NF2 - Non-friable Cat. I | 2 - Good wf high PO 5-PSD I8 (28 g CE’- g 98
2-Good w moderate PD 6-PD % @ % 23] |&al33
CONDITION: 1 - Good wi low PD 7 - No Aroblem CNL = Could Not Lacate material or lncation o 2\ L & hS; E
ND - Mo Damags D - Nan-ACM g g k=) 5 F
D - Damage Most Light Fixtures replaced - no Foil-Faced Paper 3 F L] <
SD - Slgnificant Damage 2 (= ]
7 = 7
I =
EA GROUP 7118 Industfal Park Slvd.; Mentor, OH 44060-5314 EAG Technician(s): Scott Landis CAHES 31801 EAG OH 35421
(440) 851-3514 Survey Date(s). April 7, 2010 Page 2 of 10




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education

Buiiding:

Ridge Juntor High Schoal

Project: AHERA 3-year Reinspection

2010

Functional Space:

interior

9'x8" Floor Tile & mastic; Beige own &
B1 Mol mastic; Beige Wi brown Classroom 260 wosk | 1 |mmEt] mo MMEEIEES
J Transite Countertop 30 8F 1 MINF2] ND Y[Y{M/ M N|X
xS Floor Tile & mastic; Belge W/ b &
B VBV:I?E 00 =116 & Masiic;, Belge wi brown Classroom 200 Storage Ares a32sF | 1 |mmvF1| ND v{v[LiLin]| X
H 9"%9" Fioor Tile & mastic; Green wf white Classroom 201 900 SF 1 MINF{| NI YIY | MIM[N] X
J Transite Countertop 30 8F 1 M/NF2: ND YiY I MM{N X
H §"x9" Floor Tile & mastic; Green w/ white Classroom 202 780 §F 1 MNF1| ND Y| YEM| M| N[ X
H 9"x8" Floor Tile & mastic; Green w/ white Classraom 204 780 8F 1 M/NF1| ND YLY MM N[ X
"x8" Floor Tile & tic; Bet b & N
B1 ah[te oor Tlke & mastic; Beige wi Brown Soclal Studies [(Rm 2034] 1608F | 1 |MNE1] D |x v|v| e wgx
B 9'%9" Floor Tile & mastic; Rose wf red Classroom 206 T8 GF i M/NF1| ND YIY[M{M{N| X
H 9'x9" Floor Tile & mastic; Green wi white Ciassroam 205 780 SF 1 M/NF1| ND Y[ ¥YIMM N X
H 8"x8" Floor Tile & mastic; Green w/ white Classroom 207 780 SF 1 MNF1] ND Y[Y{MI M| N| X
T - = Beigewib T
B W;ife Floor Tile & mastic; Beige w brown Classroom 208 7808F | 1 [mMmF1| no yMiMiN| x
o 5 [l Rl S I ? b ;H 5— oo
MATERIAL TYPE: | HAZARDRANK — REMOVAL PRIORITY { COMMENTS: OO AR ERE- 2
3 - Surfacing 7 - Poor; any PD 1-50 [NiA - Nt previously assessed C - Incorrast previous assessment § E g 9 I3 ﬁ 2 @ %— 'gJ' 2.. g
T- Thetmal &- Fair w high PD 2-DwPSD Nl - Mot previously flstod LA, - Limited access to material SR RE Blo FAEAE
M - Miscelianeous 5 - Fair w/ moderate PO 3-DwiPD N#S - Not suspect, as determined by Inspector S,. S Q-:: ® FEES % gU,
NF1 - Nondriable Cat | | 4 - Fair wi fow PD 4.0 E] %ﬁ & ?’; % = ERES
NFZ - Nonfriable Cat. Il | 3 - Goed wi high PO 5.PSD ERERE] 8 2 a & QI8
2-Goodw/moderata P 6-5D @ (v |2 E4E &2
CONDITION; 1 - Goodw! low PD 7 - Na Prablsm CNL = Could Not Locate material or location ?—, 2z ® |25
NE} - No Damage 0 - Non-ACM g g‘ g ﬁ g
- Damags Most Light Fixtures replaced - no Foil-Faced Paper 2 F o 2
50 - Significant Pamage . g (=4 5
& e o

EA GROUP
(440} 951-3614

7118 Industrial Park Blvd,; Mentar, OH 44080-5314

EAG Technician(s): Scott Landis
Survey Date(s): April 7, 2010

CAHES 31801

EAG OH 35421
Page 3 of 10




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Building:  Ridge Junior High Schoo!
Project: AHERA 3-year Reinspection 2010 Functional Space:  Interior
B2 9"x9" Floor Tile & mastic; Tan wf brown & white [Faculty Womens Resircom 90 SF 1 M/NF4] ND Y{Y|L|L|N} X
B2 9"x9" Fleor Tile & mastic; Tan w/ brown & white | Faculty Work Room [Rm 116] 288 §F 1 |MINF1| ND Y|YiL{L|INlX
T - e
B1 w;‘ite Flear Tile & mastic; Beige w/brown & o ool Storage [Rm 116] 36 8F 4 {MmF1| ND Y| Y| LiLjN] x
H 9"x8" Floor Tile & mastic; Green w/ white Classrcom 117 720 SF 1 MINF1: ND YiY|M|M{N| X
H 9"x8" Floor Tile & mastic; Green w/ white Classroom 210 960 S5F 1 M/NF1{ ND Y|Y [ M| MIN| X
J Transite Countertop 30 8F 1 M/NF2| ND Y|Y{M|M[N| X
H 9'x8" Fioor Tile & mastic; Green wf white Classroom 211 980 SF 1 M/NF1| ND Y[{Y{MiMjN| X
J Transite Countertop 30 8F 1 WNF2] ND YIY(MM]IN X
J Transite Countertop Work Room [Rm 2711] 30 8F 1 M/NF2] ND YIY M| M N X
B 9"%8" Floor Tile & mastic; Rose w/ red Math Office [Rm 213} 160 5F 1 M/NF1| ND YIY{L|L|IN|X
B S Floor Tie & mastic; Beige w/brown & o tassroom 214 7805F | t |MINF1| ND Y| Y[ MimjnN| x
e - e -
B1 w:ite Floor Tile & mastic; Belge w/brown & [ room 218 7808F | 1 |MuNF1| nD YiY | M| m{nf x
a1 :’;i?e Floor Tile & mastic; Beige wf brown & Classroom 215 780 SF 1 MNF1] ND vivimim X
9%9" Floor Tile & > Bai
B1 o FloorTlo &mastc; Baige wibrown & 1 cassroom 217 780SF | 1 |mmF1| ND viv|{mm|n| x
T|z|oiolg|E|BiEIDT 2D
MATERIAL TYPE; | HAZARD RANK  REMOVAL PRIORMY | COMMENTS: e B IS ITSE| 2 |5 (8
3 - Surfacding 7 - Paer; any PO 1-SD MNFA - Mot praviously assessad HC - Incorrect previous assessment ; é E Q 53 % 2 é % ;U 2. g.
T- Thermal & - Fair wf high PD 2-Dwi PSD NiL - Not previously listed L/A - Uniited aecass to matetlal E % ?_D" a o g 5 NS
4 - Miscallaneous 5-Farw/ moderate D 3-DwiPD NIS - Mot suspect, 2s determined by Inspsetor 822 I®lalg] |2|5|&
NET - Nonfiable 52, | | 4 - Fair wilow ED 4.0 2|52 22 1513 | &
MF2 - Non-friable Cat § | 3 - Goed w/ high PD 5-PSl 3 84 ﬁ_ g % g S8
2 - Good wf moderate PO 6-FD %‘ @ ; 2 3 B -5 2
CONDITION: 1 - Good w! low D 7 - Mo Probiem CNL = Gould Not Locate material or location o g1 |o |2 g
MO - No Damage 0 - Non-ACM g g ‘% q %
[} - Damage Most Light Fixtures replaced - no Foll-Faced Paper 3 kS o B
S0 - Significant Camage 5_ Q =
w = v
[~ =
EA GROUP 7118 Industrfal Park Blvd.; Mentor, OH 44060-5314 EAG Technician{s): Scott Landis CAHES 31801 EAG OH 35421
(440} 951-3514 Survey Datefs):. April 7, 2010 Page 4 of 10




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education . Building:  Ridge Junior High School
Project: ABERA 3-year Reinspaction 2010 Functional Space: Interior
H . 9"%8" Floor Tile & mastic; Green wi white Classroom 119 ) 548 SF 1 M/NF1| ND YIYIM M| N| X 1 7
H 8"x8" Floor Tile & mastic; Green w/f white Classroom 121 848 SF 1 MINF1] ND Y[ YIMEM| N X 1 7
A 8"x9" Floor Tile & mastic; Tan w/ white Classroom 118 324 §F 1 MNF1! NG Y[Y |MiM|N] X 4 7
A @'%G" Floor Tile & mastic; Tan w/ white Classroom 120 324 SF 1 MNF1] ND Y|Y | MIM{N| X 1 7
H 9"x@" Floar Tile & mastic; Green w/ white Classroom 222 840 SF 1 M/NF1| ND YIY | M{M|N| X 1 7
J Fransite Countertop Classroom 222 30 SF 1 MINF2| ND I I MIMIN] X 1 7
T - e Bl
B1 iﬁe Floor Tite & mastic; Baige wibrown & |2 v offics [Rm 2241 1608F | 1 |mmFi| ND viviL|L|N] x 1 7
H 9"x9" Floor Tile & mastic; Green w/f white Classrocom 228 . 840 SF 1 WMINFTE ND Y YIMEM| N X 1 7
H 9"x9" Flaor Tile & mastic; Green w/ white Classroom 230 78 8F 1 MINF1] ND YIY MM N[ X 1 7
g el - T
B1 7 x4 Floor Tie & mastc, Baige WbrowN & oo seroom 231 ga0sF [ 1 {mmet] no v| ¥ |m{m| N[ x 1 7
"'x9" Tile & tic: Bei
B1 oo Fleor Tile & mastic: Beige wIbrown & 4 acsroom 225 8408F | 1 |MNF1| ND el | v wf x 1 7
H 9'"x9" Floor Tile & mastic; Green wi white Classroom 227 840 SF 1 M/NF1| ND Y|Y| MM N| X i 7
H 9'%8" Floor Tile & mastic; Green w/ white Classroom 225 840 SF 1 M/NF1| ND Y{Y[MMN|X 1 7
B2 9"x8" Floor Tile & mastic; Tan wf brown & white | Classroom 223 840 SF 1 MMNF1 NG Y| Y M MIN{ X 1 7
B2 8"x8" Floor Tile & mastic; Tan wf brown & white | Classroom 221 B840 5F 1 |MINFY| ND Y[Y|MIM|N] X 1 7
. TiZ|OjQ(S (2 (=D [ )
MATERIAL TYPE: | HAZARDRANK  REMOVAL PRICRITY | COMMENTS: w i |28 = g- g2 8|5
S - Surfacing 7 - Poor; any PD 1-80 /A - Net previously sssessed I/C - Incorrect previcus asssssmert g = E Q % § g Z % "DU EAES
T- Thermal & - Fair w/high PO 2-Dw PSD NIL - Nt praviously fisted LA - Limlted access to mateval . 5iElZ]| |8 gloi (g A
M- Miscaianeaus 5 - Fait wl maderats PD 3-DwFD NIS - Not suspedt, s determined by |nspector 858z I°I3I1E] |2|8|&
NF1 - Non-fiiable Cat | | 4 - Fair w/ low FD 4.0 FaE] % [ ZIE| |o HE]
NEZ - Nen-friatile Cat. Il | 3 - Goodw high FD 5-PSD ERFTE 8 als g <8
2-Goodw moderate ¥ 6-FD n;-': al |2 5|5 219|2
CONDITION; 1 - Gocdw/ low PO 7 - No Problem CNL = Could Not Locate material or location g z I o S|F
ND - Mo Damage 0- Non-ACM g g% &) IE
O- Damage Most Light Fixtures replaced - ne Foil-Faced Papar 3 = g |
S0 - Signiflcant Damage 2 a 5
w = %]
™~ =
EA GROUP 7118 Industrial Park Blyd.; Mentor, OH 44060-5314 EAG Techrician(s). Scott Landis CAHES 31801 EAG CH 35421
(440) 951-3514 Survey Date(s): April 7, 2010 Page 5 of 10




AHERA ASBES

TOS REINSPECTION DATA SHEET

Client: Mentor Beard of Education

Building:

Ridge Junicr High School

Project: AHERA 3-year Reinspection

2010

Functional Space:  Interior

| Cementitious Elbows & Joints S Janitors Closet {9 observed} 11 EA 5 T D |X Y[Y|M LY X
F 12"%12" Fioor Tile & mastic; Off-White w/ beige |Kitchen Entrance 104 S5F 1 M/MNF1| ND Y|Y[MM{N]X
i Cementitious Elbows & Joints (6 ohservedy 10 EA 1 T ND YIYIMI M| Y] X
F 12"12" Floor Tile & mastic; Off-White w/ beige [Kitchen 880 5F 1 M/NF1] ND YIYIMIMIN| X
F 12"x12" Fleor Tile & mastic; Off-White w/ beige |Dishwashing 154 SF 1 MANF1| ND Y Y| LiL|N| X
F 12"x12" Floor Tile & mastic; Off-White w/ beige [Kitchien Concession Stand 84 8F 1 MINF1| ND YiY|LiL|N| X
F 12"x12" Floor Tile & mastic; Off-White wf beige |Food Storage 120 SF M/NF1| ND Y|¥Y|L|L{N] X
| Cementitious Elbows & Jaints 8EA T ND Y|Y MM Y| X
TG T T
a1 ooy Floor Tlle & mastic; Beige Worown & o oteria 2roosf | 1 fumEr| o |x|x v| v m|mlnf x
| Cementitious Elbows & Joints 2EA 1 T 8] X Y Y[ M| M oYX
B1 g x.9 Floor Tile & mastic; Beige wf brown & Stage 70z SF o |x viviml Linl x
white
8 9'%9" Floor Tile & mastic; Rose wi red § Stage Slorage 360 5F ND Y|Y{LIL|N[X
! Cementitious Elbows & Joints (6 cbserved) 7 EA o |X Y{Y[M{L Y ‘X
H 9"x9" Floor Tile & mastic; Green w/ white Pop Storage f Ticket 80 SF \ing Y{Y|L|L X
L Foil-Faced Paper in Light Fixture 2 SF 1 T NI N|[Y|LILEY] X
o z|ololglz|ep|als|2le
MATERIAL TYPE: | HAZARD RANK REMOVAL PRIORITY | COMMENTS: U R 2 = g-. S 2ig
8- Surfadng 7 - Poor, any PD 1-80 IN#A - Not previously assessed 12 - Incarrect previous assessimant 2= 127 § g g T2
T - Thermat &- Fairw! high D 2-Dwi PSO NI - Not previousty listed /A - Limited access to materiat G |5 ) i g8 | aiEE
M - Miscellaneous 5 - Fair w/ maderate PO 3-DwPFD /S - Not suspect, as determined by Inspacter & E_ g ‘= @ % §_ % g fé’
NF4-Non-friable Cat | { 4- Fair w! low PD 4-D Y g % B, E"; % o g 2
MF2- Nan-tiable Cat. H | 3- Goad wf high PO 5-PS0 ERiiaE 5’,_:, 2|2 g 28
2 - Good w/ moderate PO 8.PD ‘rE; ® ;‘ E §_ g = o
CONDITION: 1 - Good Wi low PO 7 - No Prablem CHL = Could Not Locate materfal or kication ) 2T 22|
NI - No Damags T - Non-ACH g g S Qo E
0- Damage Most Light Fixtures replaced - no Foil-Faced Paper E = =] o
5D - Significant Damage: g = 3
= =
= ¢

EA GROUP
(440) 851-3574

7118 Industrial Park Bivd,; Mentor, OH 44080-5314

EAG Technician(s): Scott Landis
Survey Date(s): April 7, 2010

CAHES 31801

EAG OH 35421
Page & of 10




AHERA ASBESTOS REINSPECTION DATA SHEET

Chent: Menior Board of Education

Building:

Ridgs Junior High School

Project: AHERA 3-year Reinspection 2010

A 9"x8" Floor Tle & mastic; Tan wf white

Functional Space:  Interior

Classroom 133 335 5F 1 M/NF{i| ND Y{Y|M[M| Nl X

A 9"x9" Floor Tile & mastic; Tan w/ white Storage by Classroom 132 144 SF MINF 4 .ND Y{YIM| M N|X

A 9"x9" Floor Tile & mastic; Tan w/ white Classroom 138 1200 SF 1 MINF1| ND Y Y {M| M| NfX

! Cementiticus Elbaws & Joints Boiler Room [13%] (47 cbserved) B3 EA 5 T o |X Y{¥Y|{M{MY X

| Cementitious Elbows & Joints Boiler Room Storage 12 EA 1 T ND Y[YIM M Y]X

| Camentitious Elbows & Joints Janitors Office {Custodian Office} 4 EA 4 T ND YIYIM M Y] X

H 9'%9" Floar Tile & mastic; Green wi white Janitor Supply 84 5F 4 IM/MNFt] DB X YiY|m M N| X

l Cementitious Elbows & Jaints (2 observed) 14 EA 5 T PR ¢ YIYiM LY X

H 9'x9" Floor Tlle & mastic; Green wf white Classroom 317 1296 SF 1 MINF1{ ND Y Y| MEMEN]E X

| Cementitious Elhows & Joints 2EA 1 T ND Y|IY[MIM| Y] X

H 9"x9" Floor Tile & masiic; Green w/ white Art Office 80 SF 1 M/NF1| ND YiY|L|LiNI X

H 9"x9" Floor Tile & mastic; Green w! while Shop Area [Rm 319) 1286 S5F 1 MINFiII D |X|X YIYIM|{M|N| X

| Cementitious Elbows & Joints B815EA 1 T ND YIYIM M YX

H "'x8" Floor Tile & mastic; Green wf white Shop Storage 180 5F 1 M/NF1] ND Y|Y|L|L X

H 9'%8" Floor Tile & mastic; Graen w/ white Shop Office 180 SF 1 MINF1| NO Y[Y|LiLiN] X
olg|olols|plzizl2lis |22
MATERIAL TYPE: | HAZARDRANK  REMOVAL PRIORITY | COMMENTS: ) IR N St e d RS
S - Burfacng 7 - foor; any PD 1-8D A - Mot previously assessed G - Incomact previous assessment } s g jo2t- % 2 = % E’U 22
T Thermal & - Fair wi high PD 2-DwiPSD ML - Net previously listed LA - Limited access 1o matefial G EgiEl |g 2| (g By
- Miscelianaous 5 - Falr wf moderate PO 3-DWFD NIS - Not suspedt, &s detarmined by Inspesior Elalgig| IPl2IE] 2|88
NF1 - Nonefiatle Gat.| | 4~ Fairwa low FD 4.D R 22 |53 |5
NF2 - Non-friable Cat Il | 3 - Goodwf high PD 5-PSD 21813 E}‘ g g- g a 8
2-Goodw/ modersie PO 6-FD u% @ g. 3| lais|Z
CONDITION: 1- Good wi law P 7 - No Problem CNL = Could Not Locate material or location s 2T e 12|F
ND - Mo Damage 0 - Non-AShM g S % ‘T'; g
- Darnage Mest Light Fixtures replaced - no Foil-Faced Paper 3 ) =2 ks
SD - Significant Damage g a =5
AN @

EA GROUP
[440) 651-3514

7118 Industrial Park Blvd.; Mantor, OH 44060-5314

EAG Technician(s): Scoit Landis
Survey Date(s): April 7, 2010

CAHES 31801

EAG OH 35421

Page 7 of 10




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education

Buitding:

Ridge Junior High School

Froject: AHERA 3-year Reinspection

2010

Functional Space:

Interior

H 9'x@" Floor The & mastic; Green w/ white Classroom 321 1296 SF 1 WNF1 D XX Y| Y M|IN] X
| Cementitious Elbows & Joints #19EA 1 T ND YiY|M{ MY X
H 8"x8" Floor Tite & mastic; Green wi white Woaod Storage [Rm 321] 150 5F 1 MINF1| ND Y[¥Y|L|L{N} X
| Cementitious Elbows & Joints Boys Locker Room (20 observed) 29EA 5 T D [X Y|Y|[M{M|Y X
i Cementitious Elbows & Joints Football Equipment 23EA 5 T g X Y(Y|M LY X
H 9"x8" Floor Tile & mastic; Green wf white "|Boys P.E. Office 144 SF 1 M/NF1| ND YIY]L|LIN[X
H 9'%9" Floor Tile & mastic; Gresn w/ white Girls P.E. Office
K 2'%2" and 2'x4' Ceiling Tile, Lay-In
H 9"'%9" Floor Tile & mastic; Green w/ white Girls P.E, Office, Closet 12 SF 1 M/NF1] ND Y| YiL|LIN] X
1 Cementitious Eibows & Joints Gymnasium (8 observed) 10 EA 1 T ND YiY|MM|Y] X
1 Cementitious Elbows & Joints Weight Room (7 cbserved) 8EA 1 T ND YIY|IM{M|Y] X
| Cementiticus Elbows & Joints Girls Locker Room 216 EA 5 T D | X Y[YIMIL|Y X
i Cementitious Elbows & Joints Girls Shower {15 cbserved) 25 FEA 5 T ND* | X Y|Y{M LY X
oig|wiolsizizip|als oD
MATERIALTYPE: | HAZARD RANK  REMOQVAL PRIORITY | GOMMENTS: I ﬁ e § 8 z 25 3128
S - Surfadng 7 - Puar, any PD 1-8D MNIA - Not pravicusly essessed 4G - incorrect previous assessment ; = g Ol a g Z % g 212
T- Thermal & - Falf wi high PD 2-Dw PSD NIL.- Not praviously listed LIA - Limited aceess o material G, % T g T gic FHERE
M - Miscellanedus 5 - Fairw/ moderate PD 3-DWPD TS - Mot suspect, as determined by |nepsctor 8lalg = FEEY %- gl&
N#1 - Non-tiabie Cat 1 | 4 - Fairws tow PD 4-D a nai % o, E": % E g g‘
NF2 - Nan-friable Gat, || | 3 - Good wi high FD §-PSD CNL = Could Not Locate material or location ENCRE .&8. 2 %- g %8
2-Goodw/ moderate PO 8- FD :ﬁ.‘: w ;. 23! lals|?
CONDITION: 1 - Good wi low PD 7 - Na Prablem Most Light Fixtures replaced - no Foil-Faced Paper o ez 9|2
ND-No Damage 0- Non-ACM g g EJ F
i3 - Damage * - Girls Shower, Group | repaired w/ duct tape only 3 = k=) b
S0 - Significant Damage 2 =N 5
& = @
=
EA GROUP 7118 Industrial Park ed.; Menter, OH 44080-5314 EAG Technician(s}: Scoft Landis CAHES 31801 EAG OH 35421
(440} 0513514 Survey Date(s): April 7, 2010 Page & of 10




AHERA ASBESTOS REINSPECTION DATA SHEET

Client: Mentor Board of Education Buliding:  Ridge Junior High School
Project: AHERA 3-year Reinspection 2010 Functional Space:  Interior
DG FI Tiie stic; Bei i D &
B4 oo rloor Tile & mastic; Beige wirbrown Band Room [Rm 312] 1500SF | 4 |MNFE1| o w1y m| nf x
B Mol Floor Tile & maslic; Beige w/browni & L oot Storage 2888F | 1 |MinF1| D XX yl¥[LitIn] x
A 9"x9" Floor Tile & mastic; Tan w/ white Choir Directer's Office 180 SF 1 MINF1| ND Y[IYIL|L|IN|X
B 8"x9" Ficor Tile & mastic; Rose w/ red Band Praclice Rooms 1134 §F 1 MINF1| ND YIY | MM{NEX
B 9"x8" Floar Tie & mastic; Rose w/ red Band Director's Office 64 8F 1 MNF1]  ND Y|Y|L|LIN]X
T - fic Bo
B i;"ife Floar Tile & mastic; Beige wibrown & oo i Room 1446F | 1 |mmF1| ND vy | Lnx
B 9"%@" Floor Tile & mastic; Rose wi red Choir Room [Rm 304] 1084 SF 1 M/NF1|  ND Y| YiMIMEN] X
L Foil-Faced Paper in Light Fixture Boys Restroom [West] 3 8F CNL T ND NIN|LjLiY| X
L Foll-Faced Paperin Light Fixture Girls Restroom [West] 18F CKL T ND NIN|L|L|Y|X
| Cementitious Elbows & Joints NWW Janitors Closet 19 EA 1 T ND Y{Y (MM Y] X
B 9'x8" Floor Tile & mastic; Rose w/ red Home Econamics [Rm 140} 9562 §F 1 M/NFA o X Y[Y | M| M| N| X
H 9"x9" Floor Tile & mastic; Graen w/ white Sewmng [Rm 142} 672 SF 1 M/INF1| ND Y[(YiMm|M X
H 9"x8" Floor Tile & mastic; Green w/ white Typing [Rm 144] 784 SF 1 MINF1| ND Y[{¥ MM N X
Tz o|olsiz|eEIDS (DT
MATERIAL TYPE: HAZARD RANK REMOVAL PRIORITY, | COMMENTS: uii s |E 3 = % B ERERE
S - Suffacing 7 - Paor, a0y PD 1-¢D N, - Not previously assessed IfG - Inearrect previous assessment } = g ,Q 3 g El =3 % 'QU ENES
T - Thermal & - Fale v high PB 2-Dw PsD NI - Not previously Hsted LA - Limited access to material E % E g o g g TR 2
M - Miscelaneous 5 - Fair wf modsrate PD 3-Dw/PD MN/S - Mot suspact, as determined by inspeator g a _6; %‘ @ [v] % %. E {g’
NF1 - Nondiiebls Gat. | | 4 - Fairw low PD a-p =2 %’_ a '?: = = Z (3
NE2 - Non-fiable Cat, Ii | 2- Good wf high PO 5.PSD g|a|3i% 9|2 |29 (]
2-Goodw/moderste PG B-PD t§ ®l s = '_3:_ alw|=
CONOITION: 1 - Bood wf low PO 7 - Mo Problem CNL = Could Net Lozate materia! or location o g x o |2 |F
ND - Ne Darage - Nor-AGM ] g S s 3
D - Damaga Most Light Fixtures replaced - no Foll-Faced Paper 3 ES A=) 3
D - Sigrifieant Damage 8 =i =5
o = o0
~ =
EA GROUP 7118 Industrial Park Bivd.; Mentor, OH 44080-5314 EAG Technician(s); Scott Landis CAHES 31801 EAG OH 35421
(440) 951-3514 Survey Date(s): April 7, 2010 Page 9 of 10




AHERA ASBESTOS REINSPECTION DATA SHEET

Client:

Meritor Board of Education

Building:

Ridge Junicr High School

Project AHERA aiyear Reinspaction

2010

Functional Space:

Interior

S0 - Signlficant Damage:

K 2'%2" and 2'%4' Ceiling Tile, Lay-in Corridors 2 o} i i :
| Cementitious Elbows & Joints Ceiling Plenum
| Cementitious Elbows & Joints Pipe Chase [CML] :
;
. . W‘HHH\

| Gementitious Elbows & Joints Outdoor Ecuipment [CNL] BEA H\HH i
Tig(ciols|plzizinic|D |
MATERIAL TYPE: HAZARD RANK EEMOVAL PRIORITY COMMENTS: B nia '_g__ § % .% E_' -3 «g— %
3 - Surfadng 7 - Poot; any PO 1-80 NFA - Mot previously assessed G - Inearrect preylous assessment } = g 2w @ g = g =22
T - Thermal & - Fair w! high PD 2-Dwl PSD NIL - Nat previously listed /A - Urnlted dccess to material G g— ) g T g\c FlE |
M~ Miscellaneous 5 - Fair wf maderats PO 3-DwPD N/S - Not suspect, as determined by Inspacter 8 3_ Q ‘g @ o _g_ % E én‘

- a
NE1 - Non-frisble Cat, | | 4 - Fair w! low PD 40 g |3ikE =2 |ZE 2
5 2%
NF2 - Non-friable Cat i | 3- Good wi high PD 5-PSD g FEEEES g % g S8
2. Bood wi moderata PO 8-PD o | ;. =13 als =
. . =

CONDITION: 1 - Gaod w low P 7 - o Protlam CHL = Could Not Locate material or jocation o 2T w95
ND - No Bamage 0 - Non-ACM 5 S c%— % g
D - Damage Most |ight Fixtures replaced - no Foil-Faced Paper % F b ]
=] =} 5
zl | F 2
2

EA GROUP
{440) 951-3514

7118 Industrial Park Bivd,; Mentor, OH 44060-5314

EAG Technician(s): Scolt Landis
Survey Date(s): April 7, 2010

CAHES 31801

EAG OH 35421
Page 10 of 10
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APPENDIX D

AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET FORMS



Mentor Public Schools

Ridge Junior High School

AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET

Inspected by:

Survey Datefs).

CONDHTION: G = Geod; D= Damaged; 5D = Significantly Damaged

ASBIOH35421 RidgelrHIgh, AHERA Emos.xis

Central Office B T I Floorie& astic; Rose w/ ed . 520 M/NF1
Office Cartidor B 9"x8" Floor Tile & mastic; Rose wf red 86 MINF1
Principal's Office c 9"x9" Flocr Tile & mastic; Tan w/ brown 140 MINFA1
Assistant Principal's Office B 9"%x9" Floor Tile & mastic; Rose w/f red 130 M/NF1
Office Restroom B 9"x9" Fleor Tile & mastic; Rose w/ red 25 MINE1
Gounselor {prior Guidance] B 9"%8" Floor Tile & mastic; Rose wf red 20 MINF1
Counselor [prior Guidanca] B 9'x@" Floor Tile & mastic; Rose wf red 80 IHNF1
Counselor [prior Guidance] B 9"x8" Fleor Tile & mastic; Rose wf red 80 MMNF1
Central Guidance B 9"x9" Floor Tile & mastic; Rose wf red 250 M/NF1
Guidance Counsel {2 rooms) G2 9"x9" Floor Tile & mastic; Tan w/ brown, pink, white NQ M/NF1
Conference Room [prior Faculty Room] A 9"xg" Floor Tile & mastic; Tan w/ white 240 M/NF1
P.A. Room A 9"x8" Floor Tile & mastic; Tan wf white 48 M/NF1
Handicap Restroom D 9"x8" Floar Tile & masiic; Green and Brown wf white 144 M/NF1
Office Wark Room G2 9"x8" Floor Tile & mastic; Tan wi brown, pink, whita 230 M/NF1
Copy Room B1 9"x8" Floar Tile & mastic; Beige w/ brown & white 220 MINF1
Clinic G2 §"x8" Floor Tile & mastic; Tan wf brown, pink, white 338 MINF1
Clinic i Camentitious Elbows & Joints 2 EA T
Special Purpose [prior Faculty Lounge] B2 9'%8" Floor Tile & mastic; Tan w! brown & white 400 MINF1
Faculty Mens Restrcom E 12"x12" Floor Tie & mastic; Tan w/ brown 60 MINF1
Library H 9"x&" Floor Tile & mastic; Green w/ white 2520 MINF
Liprary . -

PAGE 1 OF 7



Mentor Public Schools

Ridge Junior High School

AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET

Inspectad by:

Survey Date(s):

CONDITION: G = Good; D = Damagsed; SD = Significantly Damaged

Library Work Room H 2"%9" Floor Tile & mastic; Green w/ white 90 M/NF1
AN, Starage A 9"x9" Floor Tile & mastic; Tan wf white 460 M/NF1
Magazine Room A 9"x8" Floor Tile & mastic; Tan w/ white 90 M/NF+
Computer L.ab IRM 107] AA 12"x12" Floor Tiie & mastic; Gray, speckled 672 M/NF
N Janitors Cleget | Cementifious Elbows & Joints 35EA T

Classroom 112 C 9'%8" Floor Tile & mastic; Tan w/ brown 280 M/NF1
Classroom 114 81 8"x8" Floor Tite & mastic; Beige w/ brown & white 216 MINF1
Classroom 114 J Transite Countertop 30 MNF2
Classroom 200 B1 g"x9" Floor Tile & mastic; Beige w/ brown & whiie 960 M/NFA
Classroom 200 J Transite Countertop 30 M/NF2
Classroom 200 Storage Area Bi 9"x8" Floor Tile & mastic; Beige wf brown & white 32 MINF1
Classroom 201 H 9'%8" Floor The & mastic; Green wi white 900 MNFT
Classroom 201 J Transite Countertop 30 MINF2Z
Classroom 202 H 9"x9" Floor Tile & mastic; Green w/ white 780 M/NF1
Classroom 204 H 9"x9" Floor Tile & mastic; Grean w/ white 780 MINF$
Social Studies [Rm 2034) B1 8"x8" Floor Tile & mastic; Beige wf brown & white 160 MINF1
Classroom 206 B 9"x8" Floor Tile & mastic; Rose wf red 78 MINF1
Classroom 205 H 9"x8" Floer Tile & mastic; Green wf white 780 MINF1
Classroom 207 H 2"x8" Floer Tile & mastic; Green w/ white 780 M/NF1
Classroom 208 Bt 9"%8" Floor Tile & mastic; Beige w/ brown & white 780 M/NF 1
Faculty Womens Restroom B2 9"x8" Floor Tile & mastic; Tan wf brown & white 90 WYNEA

ASBIOH35421 RidgedrHigh AHERA 6mos. s

PAGE 2OF 7




Mentor Public Schools

Ridge Junior High School

AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANGE DATA SHEET

Inspacted by:

Survey Date(s):

CONDITION: G = Good; D = Damaged; 51 = Significantly Damagad

Faculty W Roum [Rm 116] B2 . 8"x3" Floor Tile & mstic; Tan w! bruwn &whie 288 M/NF1
Chemical Sterage [Rm 116] B1 9"x9" Floor Tile & mastic; Beige wf brown & white a8 M/NFA
Classroom 117 H 9"x9" Flaor Tile & mastic; Green wf white 720 MNFA
Classroom 210 H 9"x9" Floor Tile & mastic; Green wi white 980 MINF1
Classroom 210 J Transite Countertop 30 MINF2
Classroom 211 x4 9"xg" Floor Tile & mastic; Green w/ white 960 MNF1
Ciassroom 211 J Transite Countertop 30 MINF2
‘Work Room [Rm 211] J Transite Countertop 30 MINF2
Wath Office [Rm 213] B 9"'%8" Floor Tile & mastic; Rose wf red 160 MINF1
Classroom 214 B1 9"x8" Ficor Tile & mastic; Beige w/ brown & white 780 MANF1
Classrocom 216 B1 9'x8" Floor Tile & mastic; Beige w/ brown & white 780 MINF1
Classroom 215 B1 §"'x9" Floor Tile & mastic; Beige w/ brown & white 780 M/NF1
Classrocom 217 B1 9"x8" Floor Tile & mastic; Beige w/ brown & white 780 MINF1
Classroom 119 H 9"%9" Floor Tile & mastic; Green w/ white 648 M/NF1
Classroom 121 H 949" Floor Tile & mastic; Green wf white 648 MANF1
Classroom 118 A 8"x@" Floor Tile & mastic; Tan w/ white 324 MINF1
Classroom 120 A 9"x9" Floor Tile & mastic; Tan w/ white 324 M/NF1
Classroom 222 H 9"x9" Floor Tile & mastic; Graen wf white, 840 M/NF1
Classroom 222 J Transite Countertap 30 M/NF2
English Office [Rm 224] B1 8"x9" Floor Tile & mastic; Beige wf brown & white 160 M/NF1
Classrcom 228 H g"x2" Floor Tile & mastic; Green wf white 840 MINF1

ASBIOH35A21,RidgedrHigh, AHERA Bmos.xls
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Mentor Public Schoocls AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Ridge Junior High School

Inspected by: Survey Date(s):
CONDITION: G = Good; D =Damaged, SD = Significantly Damaged
Classroam 230 H . 9"9" Floor Tile & astic; Green wl white . [ 78 N
Classraom 231 B1 9“x8" Floor Tile & mastic; Beige wf brown & white 840 MNF
Classroom 229 B1 §"x8" Floar Tile & mastic; Beige w/ brown & white B40 M/NF1
Classraom 227 H 9"x8" Floor Tile & mastic; Green wf white 840 MINF1
Classroom 225 H 8"%€" Floor Tile & mastic; Green wf white 840 MINF1 .
Classroom 223 B2 9"x8" Floor Tiie & mastic; Tan wf brown & white 840 M/NF1
Classroom 221 B2 9'x8" Floor The & mastic; Tan wi brown & white 840 M/NF1
S Janitors Closet | Cementitious Elbows & Joints 11 EA T [only 9 chserved]
Kitchen Entrance F 12"x12" Fieor Tile & mastic; Off-White w/ beige 104 MINF1
Kitehen Entrance | Cementitious Elbows & Joinis 10 EA T [only 8 chserved)
Kitchen F 12"x12" Floor Tile & mastic; Of-White w/ beige 880 M/NF1
Dishwashing F 12"x12" Flcor Tile & mastic; Off-White wf beige 154 MINFY
Kitchen Concession Stand F 12"x12" Floor Tile & mastic; Off-White w/ beige 84 MINF1
Food Storage F 12"x12" Floor Tile & mastic; Off-White w/ beige 120 M/NF1
Food Storage ) | Cementitious Elbows & Joirds BEA T
Cafeteria 31 9"x8" Floor Tile & mastic; Beige w/ brown & white 2700 MINF1
Cafeteria | Cementitious Elbows & Joints 2EA T
Stage B1 9"xg" Floor Tile & mastic; Beige wi brown & white 782 M/NF1
S Stage Storage B 9"x8" Floor Tile & mastic; Rose w/ red 360 M/INF1
§ Stage Storage | Cementitious Elbows & Joints 7 EA T [anly & observed}

ASBIOH35421 Ridge.rHigh AHERA Bmos s PAGE40F 7



Mentor Public Schools ' AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Ridge Junior High School

inspected by: Survey Date(s):
CONDITION: G = Good; D =Damaged; SD = Sigrificantly Damaged
Pop Storage f Ticket . H 9"x8" Fioor Tile & mastic; Green w/ white MINF1
Fop Storage / Ticket L Foil-Faced Paper in Light Fixture 2 T
Classroom 133 A 8"x9" Floor Tlle & mastic; Tan w/ white 338 MANFA
Storage by Classroom 133 A 8"%8" Floor Tile & mastic; Tan w/ white 144 M/NF1
Classraom 136 A 9'%8" Floor Tile & mastic; Tan wf white 1200 M/MNF1
Boiler Room [Rm 1381 | Cementiticus Elbows & Joinls B3 EA T [only 47 observed)
Boiler Room Siorage | Cementitious Elbows & Joints , 12 EA T
Janitors Office {Custodian Office) ! Cementifious Elbows & Joints 4EA T
Janitor Supply | Comentitious Elbows & Joints 14 EA T foniy & observed]
Janitor Supply H 9"x8" Floor Tile & mastic; Green wf white B84 IYNF1
Classroom 317 H S"x9" Floor Tile & mastic; Grsen w/ white 1296 M/NF 1
Classroom 317 | Cementitious Elbows & Joints 2 EA T
Art Office ) H 2"x9" Floor Tile & maslic; Green wf white 80 M/NF1
Shop Area [Rm 319] H 9"%9" Floor Tile & mastic; Green wi white 1298 M/NFA1
Shop Area [Rm 319] | Cementitious Elbows & Joints 15 EA T
Shop Storage H 9"x3" Floor Tile & mastic; Gresn wi white 180 MINF1
Shop Offics H 9"x8" Floor Tile & mastic; Green w/ white 180 MINF1
Classroom 321 H 9"x8" Fioor Tile & mastic; Green wf white 1286 MNF1
Classroom 321 | Cementitious Elbows & Joints 19 EA T
Wood Sterage [Rm 321] H 9"%9" Fioor Tile & mastic; Green w/ white 150 M/NF1
Boys Locker Room 1 Cementitious Elbows & Joints 29EA T fonly 20 observed]

ASBIOH35421, RidgedrHigh AHERA Emos sls PAGE 50F 7



Mentor Public Schools

Ridge Junior High Schooi

AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET

Inspected by:

Survey Date{s).

CONDITION: G = Gaod; D = Damaged; SD = Significantly Damaged

Football Equipment { Cementitious Elbows & Joints 23 EA T

Boys P.£. Office H 9"x8" Floor Tile & mastic; Grean w/ white 144 M/NF1

Girls P.E. Office 9"%8" Floor Tile & mastic; Green w/ white

Girls P.E. Office ' '

Girls P.E. Office, Closet 9"x9" Floor Tile & mastic; Grean w/ white

Gymnasium | Cementitious Elbows & Joints 10 EA T [only 8 observad)
Weight Room | Cementitious Elbows & Joints 8 EA T [only 7 observed)]
Girls Locker Room l Cementitious Elbows & Joints 18 EA T

Girls Shower | Cementilious Elbows & Joints 25EA T [only 15 observed]
Band Room [312] B1 9"x8" Floor Tile & mastic; Beige wf brown & white 1300 M/NF1

Instrument Storage B1 9"x9" Floor Tile & mastic; Beige w/ brown & white 288 M/NF1

Chair Director's Office A 9°%9" Floar Tile & mastic; Tan wf white 180 MINF1

Band Practice Rooms B 9"x9" Floor Tile & mastic; Rose wf red 1134 MMNF

Band Director's Office B §"x9" Floor Tile & mastic; Rose w red 64 MNF1

Band File Room B1 §"x9" Floor Tile & mastic; Beige wf brown & white 144 MINF1

Choir Reorn {Rm 304] B 8"x8" Floor Tile & mastic; Rose wf red 1084 MINF1

Beys Restraom [West] L Foli-Faced Paper in Light Fixture 3 T

Gifs Restreom {\West] L Foli-Faced Paper in Light Fixture i T

NW Janitors Closet | Cementitious Elbows & Joints 18 EA T

Home Economics [Rm 140] B 9'%9" Floor Tile & mastic; Rose w/ red 952 M/NF1

Sewing [Rm 142) H 9'x9" Floor Tile & mastic; Green w/ white 672 MINF1

ASBIOH35421 RidgeJrHigh AHERA Bmos xis
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Mentor Public Schogls ’ AHERA ASBESTOS 6-MONTH PERIODIC SURVEILLANCE DATA SHEET
Ridge Junior High School

Inspecied by: Survey Date(s):

CONDITION: G = Good; D =Damaged; SD = Significantly Damaged

Typing [Rm 144}

Corrldors

Ceiling Plenum | Cementitious Etbows & Joints

Only rooms/areas w/ known/assumed ACMSs fisted. If suspect ACMs found/installed in other ateas, they shauld be noted here and in Plan for later
inclusion in Three-Year Reinspection and 6-mos forms.

ASBIOHISA21 Ridge.rHigh AHERA mes s PAGE7 OF7



EAGROUP

Boviropmettal Analysis
and Management

PART I

BUILDING MANAGEMENT PLAN

b



EAGROUP

Environmeosl Analysis
and Nhanageement

40 ASSURANCE

4.1 Statement of Compliance

I ﬂ,ufﬁ & /ML , the LEA Designated Person for Ridge Junior
High School do hereby certify that to the best of my knowledge the School's responsibility as stated
in 40 CFR Part 763, and as summarized in this section, are being met as stipulated in the Asbestos
Hazard Emergency Response Act (AHERA).

Signature- LEA Designated Person

4.2  Training
The required training for employees will be provided by Ridge Junior High School.

» Ridge Junior High School will ensure, prior to the implementation of the O&M program, that all
members of its maintenance and custodial staff who work in buildings that contain asbestos-
containing building materials receive asbestos awareness training of at least two hours whether
or not they are required to work with asbestos-containing building materials. New custodial and

maintenance employees will be trained within 60 days after commencement of employment.

s Ridge Junior High School will ensure, prior to the implementation of the O&M program, that all
members of its maintenance staff who conduct any activities that will result in the disturbance

of asbestos-containing building materials receive the training as described in the paragraph

above, plus fourteen additional hours of training.

-13-



4.3
4.3.1

432

433

4.3.4

EAGROUP

Emvionmensal Analysis
and Maragement

Notification

Ridge Junior Iigh School will ensure that all employees, workers, parent employee
organizations, building occupants and/or their legal guardians will be informed at least once
each school year about inspections, response actions and post response action activities,
ncluding periodic reinspection and surveillance activities that are planned or in progress.

Notices to employees, building occupants, and/or their legal guardians will be distributed
annuaily.

Ridge Junior High School will ensure that short-term workers (e.g. telephone repair
workers, utility workers, exterminators, etc.) who are likely to come in contact with
asbestos-containing building materials are provided information regarding the location of
asbestos-containing building materials, and materials assumed to contain asbestos in their
intended work areas. (Non-LEA 'employees should sign the Asbestos Inspection &

Management Plan acknowledging receipt of this information prior to the start of any work.)

Ridge Junior High Schoo! will ensure that warning labels are posted in all routine

custodial/maintenance areas in accordance with 40 CER. Part 763.95.

Ridge Junior High School will ensure that proper notification is given as to the existence of
their Asbestos Inspection & Management Plan, as provided in 40 CFR Part 763.93(g). The
Asbestos Inspection & Management Plan will be available for public review in the school _
office (for that particular school only), during normal business hours. If requested, copies of

the Asbestos Inspection & Management Plan will be submitted to the interested parties

within five working days from the date of request. The school will charge a reasonable cost
to make copies.

-14 -
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Envirenintal Apalysis
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4.4 Designated Person

Ridge Junior High School will ensure that prior to the implementation of the Management
Plan, the school's Designated Person receives adequate training to perform the duties assigned to
him/her under AHERA. Training will include the following five topics: 1) health effects of
asbestos; 2) detection, identification, and assessment of ACM; 3) options for controlling ACM; 4)

asbestos management programs; and, 5) relevant Federal and State regulations.

4.5 Conflict of Interest

Ridge Junior High School will address the possible conflicts of interest which could result
between parties providing services to the school when assisting with AHERA compliance.

The following possible conflicts will be considered:

¢ The asbestos consulting company hired by the school to assure compliance with the
AHERA regulations should be independent of the contractor hired to perform abatement
activities.

e Air sample analyses as required by AHERA to determine abatement completion will be

performed independently of the company and/or persons providing the abatement

services.

-15-
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50 SCHOOLLIST

This Asbestos Inspection & Management Plan applies to those buildings used in the daily
operation of the folowing school:

® Ridge Junior High School
7860 Johnnycake Ridge Road
Mentor, Ohto

The following categories of ACM are present in the building(s) of Ridge Junior High
School:

Yes No
Friable ACM X
Friable Assumed ACM X
Non-Friable ACM X
Non-Friable Assumed ACM X

The complete inventory of suspected ACM identified in the Ridge Junior High School facilities is

presented in Table 3-1 of the inspection report. The inspection report is presented in Part [ of this
document.

- 16 -
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6.0 RECORDKEEPING

There were limited records of previous asbestos activities including: preventive measures,
response actions, employce training, cleaning, fiber release episodes, or operations and maintenance
activities conducted prior to the 2010 inspection. Available records have been incorporated into the
updated AHERA Asbestos Inspection & Management Plan. Documentation related to any future
asbestos activities, including preventive measures, response actions, employee training, cleaning,
fiber release episodes, or operations and maintenance activities conducted after the initial survey,
will be kept in or filed with this Plan.

-17 -
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7.0 CURRENT INSPECTION

The complete inventory of suspect asbestos-containing building materials identified during
the development of the 2010 Asbestos Inspection and Management Plan for Ridge Junior High
School is presented in Part [ (Sections 1 to 3) of this document.

-18 -
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8.0 LEA DESIGNATED PERSON

The persbn designated by Ridge Junior High School to ensure that Section 763.84 of the
AHERA regulation (40 CFR Part 763) is properly implemented will be:

Name: lék Lo |an

Address: ( b) ( 6)

Telephone:

Course Name: [ £ 4 [ 2y ey nsat —A Henge
Course Location: s L_A/Ji—(; _

Course Dates: 3 /32/ _{_’}_/ and__ / /|

A Designated Person/O&M Worker Training course was designed to train persons to serve
as the school's Designated Person as well as perform maintenance duties which may disturb
asbestos-containing building materials. This course provided an in-depth discussion of the
following topics.

e Health effects associated with asbestos exposure.

e Petection, identification, and assessment of ACM.

e Options for controlling ACM.

¢ Relevant Federal and State regulations (including those specified in AHERA).
e Information regarding asbestos and its various uses and forms.

e Locations of ACM identified throughout each building in which they work.

e Recognition of damage, deterioration, and delamination of ACM.

e The location and availability of the management plan.

e Descriptions of the proper methods of handling of ACM.

¢ Information on the use of respiratory protection (as specified in AHERA).

¢ Hands-on trains in the use of respiratory protection, other personal protection measures, and
good work practices.

-19-
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RESPONSE

ACTIONS
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RESPONSE ACTION 1

MATERIAL TYPE

Damaged or significantly damaged thermal system insulation (TSI} ACM.
RESPONSE ACTION

1. At least repair the damaged area.

2. Remove the damaged material if it is not feasible, due to technological factors, to repair the
damage.

3. Maintain all thermal system insulation ACM and its covering in an intact state and undamaged
condition

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-

scale, short duration repairs, shall be designed and conducted by persons accredited to design and

conduct response actions. All response action activities shall be performed by individuals with the

appropriate level of training and expertise to conform with AHERA requirements.

221 -
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RESPONSE ACTION 2

MATERIAL TYPE

Damaged friable surfacing ACM or damaged friable miscellaneous ACM

RESPONSE ACTION

Can select from the following response actions:
Encapsulation
Enclosure
Removal

Repair

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-
scale, short duration repairs, shall be designed and conducted by persons accredited to desigh and
conduct response actions. All response action activities shall be performed by individuals with the

appropriate level of training and expertise to conform with AHERA requirements.

-27 -
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RESPONSE ACTION 3

MATERIAL TYPE

Significantly damaged friable surfacing ACM or significantly damaged friable miscellaneous ACM

RESPONSE ACTION

1. Immediately isolate the functional space and restrict access, unless isolation is not necessary to
protect human health and the environment.

2. Remove the material in the functional space or, depending upon whether enclosure or
encapsulation would be sufficient to protect human health and the environment, enclose or

encapsulate.
Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-
scale, short duration repairs, shall be designed and conducted by persons accredited to design and
conduct response actions. All response action activities shall be performed by individuals with the

appropriate level of training and expertise to conform with AHERA requirements.

_23-
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RESPONSE ACTION 4

MATERIAL TYPE

Friable surfacing ACM, thermal system insulation ACM, or friable miscellaneous ACM that is in

good condition but has potential for damage

RESPONSE ACTION
At least implement an operations and maintenance (O&M) program

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-
scale, short duration repairs, shall be designed and conducted by persons accredited to design and
conduct response actions. Al response action activities shall be performed by individuals with the

appropriate level of training and expertise to conform with AHERA requirements,

-24 -
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RESPONSE ACTION §

MATERIAL TYPE

Friable surfacing ACM, thermal system insulation ACM, or friable miscellaneous ACM that is in

good condition but has pofentia for significant damage

RESPONSE ACTION

1. Implement an O&M program

2. Institute preventive measures to ¢liminate the reasonable likelihood that the ACM or its
covering will become significantly damaged, deteriorated, or delaminated.

3. Remove the material as soon as possible if appropriate preventive measures cannot be
effectively implemented, or unless other response actions are determined to protect human
health and the environment. Immediately isolate the area and restrict access if necessary to
avoid an imminent and substantial endangerment to human health and the environment.

Note: Response actions including removal, encapsulation, enclosure, or repair, other than small-

scale, short duration repairs, shall be designed and conducted by persons accredited to design and

conduct response actions.

-25 .-



Environmental Analysis

and Management

90 LEA ASSURANCE OF ACCREDITATION

Ridge Junior High School will use only EPA accredited persons for AHERA related
activities including inspections, management planning, response action design and implementation,
O&M or response action procedures greater than small scale short duration, and periodic (3 year)

reinspections.

Ridge Junior High School may use unaccredited two-day trained personnel to perform
small-scale, short-duration operations as defined in Appendix B to Subpart E of the Asbestos
Hazard Emergency Response Act (AHERA). However, any scope of work greater than that
described in Appendix B to Subpart E must be designed and conducted by accredited personnel.

Ridge Junior High School may use unaccredited two-day trained personnel for the repair of
damage caused by minor fiber release episodes (the falling or dislodging of 3 square or linear feet
or less of friable ACM). However, accredited personnel must and will be used to design and
conduct response actions for any major fiber release episode (the falling or dislodging of more than
3 square or linear feet of friable ACM) (769.911).

LEA Designated Person / Zﬂ/ L .Zo (ar2.

Signature ~ 24//2///, |

Date

The accreditation documents for the personnel used to develop this Asbestos [nspection &
Management Plan are enclosed. Those persons used for other asbestos services at Ridge Junior
High School will submit their certificates of accreditation to the school. These certificates will be

maintained in the asbestos Inspection/ Management Plan file.

-26 -
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For each preventive measure and response action taken after April 2010, the following

information will be documented and maintained in the school file.

I. Detailed description of the action

a} Methods used

b) Location of measure or action

c) Start and completion date

d) Names and addresses of all Contractors involved
¢) Accreditation agency (State and EPA approved)
f) Accreditation number

g) Storage and disposal site if ACM was removed

II. The name and signature of any person collecting Final Clearance Air samples.
[I1. Information about air samples:

a) Date of collection

b) Name and address of laboratory analyzing samples
¢) Date of analysis

d} Results of analysis

e} Method of analysis

f) Name and signature of person performing analysis
g) Laboratory accreditation statement
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10.0 ACM REMAINING FOLLOWING INITIAL RESPONSE ACTIONS

Most of the asbestos-containing building materials identified in Ridge Junior High School
and described in Table 3-1 of the inspection report are in good condition and in a non-friable state,
and no initial response actions are required [ANY EXCEPTIONS ARE NOTED ON THE
ASBESTOS INSPECTION DATA SHEET FORMS IN APPENDTX C AND SHOULD BE
ADDRESSED AS APPROPRIATE]. As ACM is removed during response actions, O&M, or
small-scale short-duration activities, inventory sheets shall be updated and documentation

associated with these activities shall be kept on file in an organized fashion.
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11.0 REINSPECTION SCHEDULE

Ridge Junior High School will visually reinspect all areas identified in the Asbestos
Inspection & Management Plan as asbestos-containing, and will document any "change in
condition" every six (6) months. The person performing the surveillance will be required to record
the date of surveillance, his/her name, and any changes in the material's condition. The surveillance
reports must be submitted to LEA Designated Person, and be included as a part of the records in the

current Asbestos Inspection & Management Plan.

Reinspections will be conducted every three (3) years by an EPA-accredited Inspector
(Asbestos Hazard Evaluation Specialist). The reinspection will assess any changes in the physical

appearance of the asbestos-containing building material, and will serve as the new ashestos

inspection.

Documentation of six (6)-month periodic surveillance inspections and three (3)-year
reinspections will be maintained in the school office Asbestos Inspection & Management Plan file.
At a minimum, the documentation will include the name and date of the surveillance/reinspection,
any changes in the material condition noted, and recommended response actions to correct the

damaged materials noted.
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12.0 O&M PROGRAM

Ridge Junior High School will implement an operations, maintenance, and repair (O&M)
program per 40 CFR 763.91 for all known and assumed friable asbestos-containing building
materials. Materials identified as non-friable will be treated as friable if the material becomes

friable during future building or maintenance operations.

‘The O&M Program can be implemented through the school's maintenance and custodial
staff and/or an accredited asbestos abatement contractor. The O&M program will include training,

cleaning, work practices, periodic inspections, and fiber release episode reporting.

The O&M Program is designed to accomplish the following:

1} To clean up asbestos fibers previously released.

2) To prevent future releases by minimizing disturbance or damage to asbestos-containing
building materials.

3) To monitor the condition of asbestos-containing building materials. The O&M
Program should be established for this building and should continue until all such
materials have been removed.

The primary elements of an O&M Program are as follows:

1) Documenting the exact location and condition of asbestos-containing building
matetials. This Asbestos Inspection & Management Plan provides this documentation.

2) Training of all maintenance and custodial personnel in special work practices to be
applied when handling or working around ACM.

3) Ifnecessary, performing an initial cleaning of all building areas near friable ACM. Wet
cleaning and HEPA-filtered vacuum techniques should be used.

4) Re-inspecting all ACM and re-assessing the condition of these materials periodically as
specified in the management plan for this building.

All O&M activities will be reported on standardized forms. The form to be completed will
vary if the O&M activity is performed by properly trained in-house school personnel or by a

licensed asbestos abatement contractor. Records of each O&M activity will be maintained in the
school's asbestos file.
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The following information about O&M small-scale, short duration maintenance activities

performed after April 2010 will be documented and maintained in the school file:

12.1

e Name of each person performing the operation
e Start and completion date of activity
e Location where activity occurred
e Description of the activity, including preventive measures used

¢ If ACM was removed, the name and location of the storage or disposal site.

O&M Wark Practices

Ridge Junior High School will ensure that the following work practices are used when

performing operations and maintenance (O&M) activities involving small scale ACM abatement:

1)
2)
3)
4)
3)
6)

7

Restrict entry to the work area of persons other than those necessary to perform the

maintenance project. This will be done by physically isolating the area or by scheduling of
personnel.

Post signs to prevent entry by unauthorized persons.

Restrict sources of air movement, including shutting off the air handling system or temporarily
modifying air supply diffuser and returns.

Use work practices or other control methods, such as wet methods, protective clothing, HEPA

vacuums, mini-enclosures and glove bags, for cleaning the work area and to inhibit the spread
of any released asbestos fibers.

Wet clean all fixtures, components and horizontal surfaces in the immediate area of concern.

Place ACM debris and cleaning materials in a sealed and leak-tight container, properly labeled
with an affixed asbestos warning tag.

Prior to initiation of work, submit an asbestos Work Permit for repairs which involve the
disturbance of ACM or assumed ACM. A copy of the permit is attached. The permits are to
be submitted to the Designated Person of the LEA, who will review the permit, physically
inspect the area, and issue or deny the work permit.
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Small scale asbestos O&M work may be performed by trained (16-hour) in-house

maintenance personnel or by accredited asbestos abatement contractors, Major repair or removal
will always be conducted by accredited asbestos contractors who will observe all laws and

regulations and AHERA. O&M small-scale, short duration maintenance activities are tasks such as,

but not limited to:

a. Removal of asbestos-containing insulation on pipes.

b. Removal of small quantities of asbestos-containing insulation on beams or above ceilings.
c. Replacement of an ashestos-containing gasket on a valve.

d. Installation or removal of a small section of drywall.

e. Installation of electrical conduits through or proximate to ACM.

f. Removal of small quantities of ACM only if required in the performance of another

maintenance activity not intended as asbestos abatement.

g. Removal of asbestos-containing thermal system insulation not to exceed amounts greater
than those which can be contained in a single glove bag.

h. Minor repairs to damaged thermal system insulation which does not require removal.
i. Repairs to or drilling into asbestos-containing wallboard or plaster.

J-  Repairs involving encapsulation, enclosure, or removal, to small amounts of friable ACM
only if required in the performance of emergency or routine maintenance activity and not
intended solely as asbestos abatement. Such work may not exceed amounts greater than
those which can be contained in a single prefabricated mini-enclosure. Such an enclosure
shall conform spatially and geometrically to the localized work area, in order to perform its
intended containment function.
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OPERATIONS AND MAINTENANCE (O&M) ASBESTOS WORK PERMIT

(in-house ashestos work) .

{(SCHOOLS MUST COMPLETE THIS FORM EACH TIME THEIR EMPLOYEE WORKS WITH ASBESTOS)

1) TYPE OF ASBESTOS WORK ACTIVITY:
CLEAN __ REPAIR __ REMOVE___ ENCAPSULATE ___ FENCLOSE___ ISOLATE

2) AMOUNT OF MATERIAL TO BE DISTURBED:

Less than three ( 3} square or theee (3) linear feet,
Small Scale Repair (individual repairs each less than (3) square or linear feet)

Cleaning
3) EMPLOYEES NAME:
(THE PERSON DOING THE WORK) ( PRINT)
4) SUPERVISORS NAME.: .
{DESIGNATED PERSON) (PRINT)
5) DATE & TIME OF THE WORK: DATE: __ / /  TIME: FROM TO
6) LOCATION: SCHOOL NAME BUILDING
ADDRESS
BASEMENT GROUND FLOOR 2ND 3RD 4TH
CLASSROOM # ) STAIRWELL LIBRARY HALLWAY
CAFETERIA KITCHEN AUDITORIUM LOUNGE
GYMNASIUM LOCKER RM.(B) LOCKER RM.(G) OFFICE
MUSIC RM . LAVATORY (B) LAVATORY (&) CUSTODIALRM
TUNNEL BOILER RM - STORAGE RM . OTHER
7) WORK METHODS: WET METHOD HEPA VACUUM GLOVEBAG
CONTAINMENT RESTRICTED ACCESS POSTED SIGNS
SHUT DOWN OR MODIFIED HEATING AND VENTILATING SYSTEM
8) TYPE OF MATERIAL: Thermal Surfacing Miscellaneous
(pipe, boiler, etc.) (sprayediroweled) (floor tile, ceiling tile, etc.)

9) WORK DESCRIPTION AND RATIONALE:

10) WASTE STORAGE OR DISPOSAL SITE:

11) TRAINING: (there must be a yes answer to these questions to approve work)
Employee has received ashestos trainring (2hr Awareness and 14hr G&M)?
Employee has had an OSHA asbestos medical exam during the fast vear?
Employee was provided all necessary equipmaent to werk with asbestos?

12) WORK PERMIT APPROVED: {ycs) (no)

SIGNATURE DATE _ / [/
(SUPERVISOR /DESIGNATED PERSON)
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CONTRACTED ASBESTOS ABATEMENT PROJECT WORK PERMIT

{Schools must complete this form for each contracted asbestos project)

SCHOOL NAME BUILDING NAME
ADDRESS
1) TYPE OF ACTIVITY:
CLEAN___ REPAIR  REMOVE___ ENCAPSULATE ___ ENCLOSE___ ISOLATE
2) AMOUNT OF MATERIAL BDISTURBED: TOTAL FOOTAGE: Sg. Ft/Ln. Fi.
Less than ( 3) square or (3) linear feet, Greater than (3) square or (3) linear feet.
3) CONTRACTOR: NAME
ADDRESS
4) CONTRACTOR'S ASBESTOS LICENSE # EXPIRATIONDATE _ / [/
5)DATE OF THE WORK ACTIVITY: START / / STOP /[
6) EPA NOTIFICATION COMPLETE ODH NOTIFICATION COMPLETE
(ves) (yes)
Ty LOCATION: BASEMENT__ GROUND FLOOR 2ND__ 3RD  4TH___
CLASSROOM __ {# ) STAIRWELL LIBRARY HALLWAY
CAFETERIA KITCHEN AUDITORIUM LOUNGE
GYMNASIUM __ LOCKERRM.(B) LOCKERRM.{G) __ QFFICE
MUSICRM . LAVATORY (B) LAVATORY (G) CUSTODIALRM .___
TUNNEL BOILERRM . STORAGERM . OTHER
8) CONTRACTOR'S PROJECT SUPERVISOR: OCDH#

9) CONTRACTOR'S PROJECT WORKERS (ALL):

10) WORK METHODS: WET METHOD HEPA VACUUM GLOVEBAG
CONTAINMENT RESTRICTED ACCESS POSTED SIGNS
SHUT DOWN OR MODIFIED HEATING AND VENTILATING SYSTEM

11) TYPE OF MATERIAL: Thermal Surfacing Miscellaneous
(pipe, boiler, etc.} (sprayed/troweled) (floor tile, ceiling tile, efc.)
12) WORK DESCRIPTION AND RATIONALE:

13) FINAT CLEARANCE AIR SAMPLING AND VISUAL INSPECTION:
Person performing final visual inspection:
Visual inspection date: __ /  /

{final clearance air samples are required for projects greater than 3 feet)
Laboratory (name & address)

Person that collected the samples:

Sample coliection date: _ /[ [/ Sample analysis date A
SAMPLE TYPE: PCM_ _ TEM ___ Method NIOSH 7400 AGGRESSIVE
Sample Results: 1) 2} 3) 4) 5
14) WASTE DISPOSAL SITE
SIGNATURE BATE __/ [/ {School's Designated Person }

234 -



Contracted Asbestos Abatement Project Date [/ _/

(PAPERWORK CHECKLIST) -
SCHOOL NAME BUILDING NAME

ADDRESS

{The school must obtain a copy of the following items from the contractor or laboratory and keep them on file for each
and every contracted asbestos project.)

CONTRACTOR

1) Contractor's Liability Insurance

2) Performance Bond (if required)

3) Contractor's Worker Compensation Certificate
4) Contractor's Asbestos Abatement License

5) Ohio Department of Health Notification

6) EPA Noiification (NESHAP)

7y Affidavit of Contractor

8) Waste Transport Manifests

9) Landfill Disposal Papers

10) Workers' Training Certificates
(for each and every worker and supervisor)

11} Workers' Medical Papers
(for each and every worker and supervisor)

12) Workers' Safety and Health Agreement Forms
(for each and every worker and supervisor)

13) Contractor's Work-site Entry and Exit Log
14) Contractor’s Progress Reports (daily)
15) Contractor’'s OSHA Air Sampling Reports

16) Certification of Final Visual Inspection
{This formy should include: The location and date of
final visual inspection, and signatures of the
contractor and laboratory that performed it.

LABORATORY

17} Independent Clearance Air Sample Reports (applies o all Response Actions)
(The school must use an independent kaboratory. Do not allow the contractor to hire this 1ab. The school must hire
and pay for the lab, You meast have a minimum of FIVE (5) samples each less than 0.01 fibers per cubic centimeter.
{This report will come from the lab and must include: The sample results; the dates of collection and analysis; the signatures of
the persons that performed sample collection and sample analysis; and the locations of the sampling pumps).

18) Independent Daily Air Monitoring Reports
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CERTIFICATION OF VISUAL INSPECTION

SCHOOL NAME
ADDRESS

WORK AREA LOCATION

CONTRACTOR'S CERTIFICATION

In accordance with all federal, state and local laws, regulations, codes, standards and requirements and any more
stringent criteria agreed upon, the contractor hereby certifies that they have visually inspected the work area (all

surfaces including pipes, beams, ledges, walls, ceiling and floor, Decontamination Unit, sheet plastic, etc.) and have
found no dust, debris or residue.

by (Signature) Date [/ /

(Print Name}

{Print Title)

INDEPENDENT PROFESSIONAL AIR SAMPLING LABORATORY'S CERTIFICATION

The Independent Professional Air Sampling Laboratory hereby certifies that they have accompanied the contractor on a
visual inspection and verifies that this inspection has been thorough and to the best of their knowledge and belief, the
contractor's certification above is a true and honest one.

by {Signature) Date /[ /

(Print Name)

(Print Title)
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SAFETY AND HEALTH AGREEMENT FORM

(this form or equivalent)
Employee's Name: Soc. Sec. No.
Employer:
Employee's Training Classification:

I , understand that the work
({ employee )
project at:
(the "Project™) scheduled to begin involves the abatement
(month) (vear)

of ashestos-containing material and that asbestos is a hazardous substance. Additionally, T understand that my

employer has agreed to supply all the necessary medical monitoring services, training, personal protective equipment

and working conditions necessary to protect my health and safety during my employment on the "Project”.
Specifically, 1 represent to

: (school)
that I have received the necessary safety and health services, as required by Federal, State, local law, prior to my
commencement of work at the "Project” including but not limited to the following safety and health services:

i. A free physical examination in the past year by a physician, end a printed copy of the ashestos
Medical Surveillance Program,
2. Training in the following subjects:

() History, properties and uses of asbestos; (b) Recognition of asbestos, including its physical
characteristics; (¢) Health hazards, including the relationships between asbestos exposure, smoking,
and disease; (d) Worker protection, including respirator protection, protective clothing, safety
equipment, air monitoring, medical surveillance, and personat hygiene; {(e) A detailed description of
respirators and their use and care, including the degree of protection afforded, fitting and testing
procedures, and maintenance and cleaning; (f) Work practices including area preparation,
decontamination and waste disposal; (g) Worker right of access to medical records and records
required to be maintained by employer; (h) Requirements, procedures, and standards established by
40 CI'R Part 763, and appropriate state, local and Board statutes and regulations;

3. Personal instruction and training on the proper use and fit testing of respirators and instruction on the
limitations of their use and a written handout deseribing the purpose and standard operating
procedures for the selection, use, care, and inspection of respirators.

I further represent that I will comply with all Federal, State and local laws and regulations pertaining to the
safety and health procedures affecting my work activities on the "Project".

Sign: Date Sign: Date
Employee Employer
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12,2 Training

All the maintenance and custodial staff of Ridge Junior High School will receive a two-hour

training session on asbestos awareness prior to implementation of the O&M provisions of the
management plan (40 CFR 763.92). New employees will be trained within sixty days after

employment. Documentation of personnel training will include at minimum the name; date of

training, location of training, and the number of training hours completed.

Two-hour training will include the foliowing:

1)
2)
3)
4)
5)
6)

Information on asbestos uses and occurrence.

Information on the health effects of asbestos exposure.

Locations of ACM identified in the building.

Information to recognize damage, deterioration and delamination of ACM,
Naine, telephone number and location of the LEA designated person.

Location and availability of the AHERA Inspection - Management Plan.

All the maintenance staff of Ridge Junior High School will receive 14 additional hours of

training if in the performance of their duties they are likely to disturb asbestos-containing building

materials. Documentation of this training will be as described in the paragraph above.

The additional 14-hour training will include the following:

1Y)
2)

3)

4)

3)

Description of the proper handling of ACM.

Information on the use of respiratory equipment as contained in the EPA/NIQOSH Guide to
Respiratory Protection for the Asbestos Abatement Industry.

The provisions of 40 CFR part 763.92 and Appendices A, B, C, and D of Subpart E, 40 CFR

part 763, Subpart G, and in 40 CFR, Part 6, Subpart M, and OSHA regulations contained in 20
CF 1926.58.

Hands-on training in the use of respiratory protection, other personnel protective measures, and
good work practices.

Hands-on training in the use of glove-bags and other specialized tools and equipment of the
trade to address the ACM at the school.
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12.3 Minor Fiber Release Episede

Using properly trained personnel, Ridge Junior High School will ensure that the procedures

described below are followed in the event of a minor fiber release episode (i.e., the falling or

dislodging of 3 square or linear feet or less of a friable ACM):

Y
2)
3)
4)

Thoroughly saturate the debris using wet methods.
Clean the area, using wet methods and HEPA vacuuming.
Place the asbestos debris in a sealed, leak tight container, and affix warning tag.

Repair the area of damaged ACM with materials such as asbestos-free spackling, cement,
plaster, re-wettable cloth, or insulation, or seal with an approved encapsulant or latex paint.

12.4 Major Fiber Release Episode

Ridge Junior High School will ensure that the procedures described below are followed in

the event of a major fiber release episode (i.c., the falling or dislodging of more than 3 square or
linear feet of friable ACM).

1)

2)

3)

Restrict entry into the area and post signs to prevent entry into the area by persons other than
those necessary to perform the response action.

Shut off or temporarily modify the air handling system to prevent the distribution of fibers to
other areas in the building.

The response action for major fiber release episodes will be designed by persons accredited to
design response actions and conducted by persons accredited to conduct response actions.

When a major asbestos activity is performed, the following must be documented and

maintained in the school file:

Name, signature, state of accreditation, certificate number of each person performing the
activity.

e  Start and completion date of the activity.

¢  Location where activity occurred,

A description of the activity, including preventive measure used.

If ACM was removed, the name and location of storage disposal sites.
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For each fiber release episode the LEA must document and maintain in the school office file
the following:

¢  Date and location of the episode.
e  Method of repair, preventive measures taken, or response actions taken. |
e  Name of cach person performing the work.

¢  The name and location of the storage and disposal site, if ACM is removed.
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ASBESTOS FIBER RELEASE EPISCDE DATE / |
(ACCIDENTAL OR UNCONTROLLED )

1) AMOUNT OF MATERTAL INVOLVED:

___ Less than three { 3) square or three (3) linear feet. { MINOR )
__ Greater than three (3) square or three (3) linear feet. ( MAJOR)
(EPISODES INVOLVING MORE THAN THREE (3) SQUARE OR THREE LINEAR FEET MAY NOT BE
RESPONDED TOBY 16 HR. O&M TRAINED PERSONNEL )

2} DATE AND TIME OF EPISODE:

DATE: __/ /
TIME:
3) LOCATION: SCHOOL NAME BUILDING NAME
ADDRESS
BASEMENT GROUND FLOOR 2NTX 3RD 4TH
CLASSROOM __ (# ) STAIRWELL LIBRARY HALLWAY
CAFETERIA KITCHEN AUDITORIUM LOUNGE
GYMNASIUM LOCKER RM.(B) LOCKER RM .(G) OFFICE
MUSIC RM , LAVATORY (B) LAVATORY (G} CUSTODIAL RM .
TUNNEL BOILER RM.. STORAGE RM . OTHER
4) TYPE OF MATERIAL:
Thermal Surfacing Miscellaneous
(pipe, boiler, etc.) (sprayed or troweled) (floor tile, ceiling tile, eic.)

5) EPISODE DESCRIPTION AND RATIONALE:

6) EPISODE RESPONSE:
Evacuated Arca Seated Off Area Restricted Access
Posted Signs Shut Down or Modified Ventilation Systems (heat, AC, etc.)
T) ISSUED WORK PERMIT: O&M Contractor
( If the episode involves more than three (3) feet of material, a
certified asbestos contractor must be used.)
SIGNATURE : DATE. /[ /|
(DESIGNATED PERSON}
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13.0 NOTIFICATION

School Employees
Building Occupants or Their Legal Guardians
Parent, Teacher, Employee Organization

All school employees, workers, building occupants or their legal guardians and parent,
teacher, and employee organizations will be informed at least once each school year concerning the
availability of the Asbestos Inspection & Management Plan, the location and times for its review,
inspection, response actions, and post-response action activities, including periodic reinspections
and surveillance activities that are planned or in progress. Yearly notices must be sent even if there

1s no evidence of asbestos in the building.

This information will be distributed in the form of a letter and a dated copy letter will be
kept in the Asbestos Inspection & Management Plan file. -

Contractors/Short Term Workers

All contractors and short-term workers who may come in contact with asbestos in the
school, such as telephone repair workers, utility workers and such, will be informed of the locations

of the ACM or assumed ACM in the building prior to commencement of work activities.

The contractor or short-term worker will be required to review a copy of the Asbestos
Inspection & Management Plan, (specifically Table 3-1) relating to their proposed work activities.
Prior to commencement of work, the contractor or short-term worker will be required to verify their

review and understanding by signing the Asbestos Inspection & Management Plan.
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4.0 COMMUNICATION PLAN

The following sample letter, or some similar letter, will be distributed by Ridge Junior High
School once each year, and a dated copy will be maintained on file. Additionally, Ridge Junior
High School will attach to this letter a list of the asbestos abatement projects, if any, that the school
undertook in the past year; and a list of the asbestos abatement projects, if any, planned for the near
future. This letter provides information about the availability of the Asbestos Inspection &
Management Plan, the location and times for its review, inspections, response actions, and post-
response action activities, including periodic reinspections and surveillance activities that are
planned or in progress. A yearly notice will be sent even if there is no evidence of asbestos in the

building.

The following is an example of the letter that can be completed and distributed.

43 .



EAGROUP
Enviconmenty] Analysis
and Massgement

To: Employees, Parents, Parent & Teacher Organizations, Building Occupants or their Legal
Guardians

From: Ridge Junior High School

Subj:  Asbestos Inspection & Management Plan -
Date: [/ [

Dear Sity/Madam,

Federal law required all schools to inspect their buildings for ACM and to develop
Management Plans for those materials found. Our school contracted EA Group to conduct an

Asbestos Inspection and to develop an Asbestos Management Plan.

The Asbestos Inspection & Management Plan is available for your review, by appointment,
during our regular business hours. If you wish to see the report, please contact the school office for
an appointment. All appointment requests will be honored within five (5) working days of their
receipt. A written copy of the Asbestos Inspection & Management Plan can be made available

upon written request, for the cost of reproduction.

Our school's maintenance and custodial staff has received specialized asbestos training and
will visually survey the school's asbestos-containing building materials every six (6) months.
Furthermore, a complete re-inspection by an EPA accredited inspector will occur every three (3)

vears. Copies of these inspections can also be made available for your review.

If our school requires an asbestos abatement larger than small scale short duration, only an
EPA accredited asbestos contractor will be used. Attached, you will find a list of the asbestos
abatement projects, if any, that our school undertook this past year, and a list of the asbestos

abatement projects, if any, planned for the near future.

Please be assured that we are concerned with your safety and will make every effort to
comply with all laws and regulations pertaining to asbestos.

Sincerely,

School Administrator
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15.0 RESOURCE EVALUATION

Ridge Junior High School will budget in a timely manner the necessary resources to
complete any recommended response actions sufficiently to protect human health and environment
as required by the Asbestos Hazard Emergency Response Act (40 CFR Part 763.93).
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16.0 MANAGEMENT PLAN CONTRIBUTIONS

The following accredited individual contributed to the development of the Asbestos
Inspection & Management Plan for Ridge Junior High School. The certifications for this person
follow.

Name: Scoit Landis

B/ﬂi( Date 04 / 07 / 10

L~ Signatire

Accreditation Course Name: Asbestos Building Inspector /
Asbestos Management Planner

Training:
Initial Training: Cincinnati Asbestos Training Institute
University of Cincinnati, Ohio
Certificate Numbers: BI- 700
MP- 674
Refresher Training: Traming Services International
Certificate Numbers: BI- 9 TSI 30745 ir

MP- 9 TSI 30746 mpr

State AHES Number: 31801
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17.6 COMPLIANCE TO GENERAL RESPONSIBILITIES

AHERA ASBESTOS HAZARD EMERGENCY RESPONSE ACT

LOCAL EDUCATION AGENCY
Ridge Junior High School

SPECIAL PROVISION
CERTIFICATION
763.93i

COMPLIANCE TO GENERAL RESPONSIBILITIES:
T hereby certify that this Local Educational Agency (LEA)

Mentor Public Schools
[District Name)

has complied with U.S. Environmental Protection Agency regulation 40 CFR 763, Subpart E; has completed the

required inspections, prepared their asbestos management plan; and have met the general requirements of this
regulation.

The above statement is true and correct to the best of my knowledge:

by ' on
(SIGNATURE OF LEA DESIGNATED PERSON)

TYPED NAME

TITLE
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18.0 GLOSSARY

Asbestos - the asbestiform varieties of: chrysotile, crocidolite, amosite, anthophyllite, tremolite, and
actinolite.

Asbestos-Containing Material (ACM) - any material or product containing more than one (1)
percent asbestos.

Condition of Surfacing and Miscellaneous Material:
A. Poor Condition (equivalent to "significantly damaged™)

Material with one or more of the following characteristics:

1. Surface crumbling or blistering over at least one tenth of the surface if the damage is
evenly distributed (one quarter if damage is localized).

2. Large areas of material hanging from the surface, delaminating, or showing adhesive
failure. '

3.  Water stains, gouges, or mars over at least one tenth of the surface if the damage is
evenly distributed (one quarter if the damage is localized)

Accumulation of powder, dust, or debris similar in appearance to the suspect material on
surfaces beneath the material can be used as confirmatory evidence.

B. Fair Condition (equivalent to "damaged")

Material with the following characteristics:

l.  The surface crumbling, blistered, water-stained, gouged, marred or otherwise abraded
over less than one tenth of the surface if the damage is evenly distributed (one quarter
if the damage is localized).

Accumulation of powder, dust, or debris similar in appearance to the suspect material on
surfaces beneath the material can be used as confirmatory evidence.

C. Good Condition

Material with no visible damage or deterioration, or very limited damage or deterioration.
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C(}lﬂdit.i!}ﬂ of Thermal System Insulation:

A. Poor Condition (equivalent to "significant damage"')

Material with one or more of the following characteristics:

1. Mostly missing jacket

2. Crushed, heavily gouged or punctured insulation on at least one tenth of pipe
runs/risers if the damage is evenly distributed (one quarter if the damage is localized).

Accumulation of powder, dust, or debris similar in appearance to the suspect material on
surfaces beneath the pipe/boiler/tank/ete. can be used as confirmatory evidence.

B. TFair Condition (equivalent to "damaged')

Material with the following characteristics:
I. A few water stains or sections of missing jackets.

2. Crushed insulation or water stains, gouges, punctures, or mars, on up to one tenth of

the insulation if the damage is evenly distributed (or up to one quarter if the damage
is localized).

C. Good Condition

Material with no visible damage or deterioration, or very limited damage or deterioration.

Encapsulation - treatment of ACM with a material that surrounds or embeds asbestos fibers in an
adhesive matrix to prevent the release of fibers, as the encapsulant creates a membrane over the

surface (bridging encapsulant) or penetrates the material and binds its components together
(penetrating encapsulant).

Enclosure - an airtight, impermeable, permanent barrier around ACM to prevent the release of
asbestos fibers into the air.

Fiber Release Episode - any uncontrolled or unintentional disturbance of ACM resulting in a
visible emission.

Friable - material, when dry, may be crumbled, pulverized, or reduced to powder by hand pressure,
and includes previously non-friable material after such previously non-friable material becomes
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damaged to the extent that when dry it may be crumbled, pulverized, or reduced to powder by hand
. pressure.

Functional Space - a room, group of rooms, or homogencous area (including crawl spaces or the
space between a drop ceiling and the floor or roof deck above), such as classroom(s), cafeteria,

gymnasium, hallway(s), designated by a person accredited to prepare management plans, design
abatement projects, or conduct response actions.

Homogeneous Arez - an area of surfacing material, thermal system insulation, or miscellaneous
material that is uniform in color and texture.

Miscellaneous Material - interior building material on structural components, structural members

or fixtures, such as floor and ceiling tiles, and does not include surfacing material or thermal system
insulation.

Non-~friable - material in a school building which when dry may not be crumbled, pulverized, or
reduced to powder by hand pressure.

Operations and Maintenance Program - a program of work practices to maintain friable ACM in
good condition, ensure clean up of asbestos fibers previously released, and prevent further release
by minimizing and controlling friable ACM disturbance or damage.

Potential for disturbance;

A, Potential for contact with the material
High Service workers work in the vicinity of the material more than once per
week. '
(and/or)

The material is in a public area (e.g., hallway, auditorfum etc.) and
accessible to building occupants.

Moderate Service workers work in the vicinity of the material once per week to once
per month,
(and/or)
The material is in a room or office and accessible to the occupants.
Low Service workers work in the vicinity of the material less than once per
month.
(and/or)

The material is visible but not within reach of building occupants.

-50 -





